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Experimental and Predicted Overall Heat Transfer Coefficients for 

Four Residential Air to Air Heat Exchangers 

Abstract 

by 

R. A. Seban, A. Rostami, and M. Zarringhalam 

Prepared by the 
Department of lie-chanical Engineering 
University of California at Berkeley 

under LBL P.O. 7191600 

Experimental values of the overall heat transfer coefficient are 

obtained from measured values of the effectiveness for four residental 

size air-to-air heat exchangers. Predictions of the overall heat transfer 

coefficient are made from available information, primarily analytical, that 

specif·ies the local heat transfer coefficients for the two air streams. For 

the range of flow rates involved in the experiments, typical of the use of 

_these exchangers, the usual transition criteria imply that the flows are 

laminar. The correspondence between the experimental and the predicted values 

of the-overall heat transfer coefficients is not very good. -Comments are 

made about these discrepancies, but the differences cannot be definitely 

explained at present. 
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Nomenclature 

A transfer area 

c specific heat 

cf friction coefficient 
'lo. 

C capacity rate 

Dh hydraulic diameter 

h heat transfer coefficient 

k thermal conductivity 

~ exchanger length in flow direction 

m mass flow rate 

np number of flow channels 

P channel perimeter 

q heat flux 

rw thermal resistance of exchanger wall 

s humid heat (specific heat accounting for vapor content of air) 
.-

T temperature 

u mean velocity 

U overall heat transfer coefficient 

x distance in flow direction 

y distance in flow direction, second stream-in cross flow exchanger 

a thermal diffusivity 

o thickness of exchanger wall 

n effectiveness 

~ longitudinal conduction parameter 
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~ dynamic viscosity 

v kinematic viscosity 

p density 

Subscripts 

c cold fluid 

H hot fluid 

I inlet 

0 outlet 

Superscripts 

average over exchanger transfer surface 

+ non~dimensional distance x+ = 



1. Introduction 

Heat exchangers are available commercially for the minimization of the heat 

losses associated with building ventilation by using the rejected air to 

heat (in winter) or cool (in summer) the supply of ventilating air by heat 

transfer from the air withdrawn from the enclosure to be ventilated. These 

units are composed of a core contained in a case which incorporates the inlet 

and outlet fittings, and which case may enclose also blowers for air induction 

and rejection, together with the motors that drive the blowers. The case 

contains a drain for condensate removal, since condensation may occur on the 

side of the hot air stream if conditions are such that the temperature of the 

transfer surface at any location falls below the dew point temperature of the 

entering hot stream. 

Tests have been made to determine the effectiveness of such exchangers 

under conditions in which condensation did not occur, and Fisk, et al. (l) 

have given the effectiveness as a function of the flow rate for five such 

exchangers. These were of relatively small size, as intended for domestic 

use. In those units which incorporated blowers, these were either removed or 

were inoperative. In addition to the effectiveness, Ref. (1) gives complete 

details of th~ test system and of the exchangers and also gives information 

on the pressure drop measured across them. 

This report is concerned with the evaluation of the overall heat 

transfer coefficient fror11 the measured va 1 ues of the effectiveness and with 

the prediction of this coefficient to dctermirie how well the experimental 

and the predicted coefficients compare. This evaluation is made for four of 

the exchangers for \'lhich results are given in Ref. l. No appraisal of experi

~~ntal and predicted pressure drops is made in this report because, in 

general, the pressure drop in the case, external to the core, is large 

compared to the pressure drop in the core itself. 
-1-



The purpose of this comparison of the experimental and the predicted 

overall heat transfer coefficient was to establish the predictive capacity of 

the models for the local transfer coefficients for the hot and cold air sides 

of the exchanger. This appraisal is valuable in ~espect to exchanger design 

and also in respect to the further problem of performance prediction for 

operating conditions in which condensation Dr freezing may occur within the 

exchanger. 

2. The Exchangers 

Two of the exchangers are cross flow units, and are made of aluminum 

sheets, to produce a basic flow channel which is essentially a rectangle of 

large aspect ratio. One, the Genvex VMC exchanger, hereafter referred to as 

the G exchanger, has precisely this flow cross section, identical for each of 

the hot and cold streams. Table 1 gives the essential dimensions of this 

exchanger, and of the other three exchangers as well. The other cross flow 

exchanger, the Flakt RDAA exchanger, hereafter referred to as exchanger F, 

is of the same basic geometry u.s exchanger G, but contains between the para 11 e 1 

plate surfaces which separate the hot and cold streams a corrugated aluminum 

sheet, which sheet is not bonded to the parallel surfaces. This corrugated 

sheet provides a parallel system of roughly triangular flow passages, of the 

form indicated on ~i g. 1. Th.e sheet produces fins on the basic surfaces, 

with a fin effectiveness that depends in magnitude on the contact resistance 

at the lines on which the corrugations touch the parallel plates. 

The other two exchangers considered here are counterflow units. One was 

a unit fabricated according to the design of a unit ava·ilable commercially 

(2). Here this exchanger is referred to as exchanger B. ·The transfer surfaces 

wet·e plastic sheets, separated at the exchanger edges by 1.9 em (.75 i.n) thick 
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wood strips, that also formed the exterior of opposite sides of this exchanger. 

The enclosure is completed by plywood sides parallel to the plastic sheets 

that formed the case. The hot air enters the top and, leaves at the bottom, 

and the cold air enters the side, near the bottom, through a gap in the spacers. 

The cold air leaves through a similar gap on the opposite side, near the top of 

the exchanger. Thus, the flow is counterflow through most of the core length, 

but it departs from this configuration near the top and near the bottom. 

The fourth exchanger, also a counterflovJ unit, is an Alcles· Vt·1PI exchanger, 

hereafter this exchanger is denoted as exchanger A. It is made of a stack of 

stiff plastic sheets. These sheets are of a rectangular plan form with tri

angular ends. In the central rectangular section, as shown on Fig. 1, these 

sheets are corrugated in such a way that the contact of two adjacent sheets 

produces flow cross-sections of rhombic for·m, (a diamond shaped cross-section) 

with alternate hot and cold channels. The corrugations are different on the 

tri~ngular ends, where the sheets have localized corrugations that, projecting 

against the adjacent sheet, produce a number of rectangular channels through 

which the hot air (~or one pair of sheets) or the cold air (for the adjacent 

pair of sheets) is directed to the hot and cold channels formed by the 

corrugations as defined above. Within the central part of the core 

region, the cold air passages are changed to a triangular form by a flat plastic 

sheet placed between the cor_rugated sheets, as shown on Fig. 1. A stack of 

such sheets forms the core, and registration is maintained by the outer case of 

the exchanger. 

3. The Experimental Effectiveness 

The tests were made to determine the effectivenes.s. In them the ratio 

of the capacity rates CH/Cc, i.e., (mHs)/(mHs), rangeq from 0.93 to 0.98, with 

-3-



hot air inlet temperatures between 2l°C (70°F) and 27°C (80°F) and cold air 

inlet temperatures between l0°C (50°F) and 7°C (45°F). Hot air was s~pplied 

and returned through a loop that contained heaters, fan, orifice meters for 

the inlet and outlet flows and thermocouple rakes for the measurement of the 

mean temperatures, these rakes being immediate'ly adjacent to the inlet and out

let fittings on the exchanger case. The cold air circuit was similar, except 

for the incorporation of cooling coils. Pressure ~djustments were available 

so that the pressure at the hot air inlet and cold air inlet could be equalized. 

In operation, for all of the exchangers, the balance between the total 
. . 

inflow, mHI + mCI' and the total outflow, was generally within 1%, and the in-

dividual balances, as between hot air inflow, mHI and the hot air outflow, 

mHO' were also relatively close. Other evidence revealed that leakage may 

have occurred in the case, between the hot air into the core and the cold air 

out of the core, and similarly between the cold'air in and the hot air out. 

Such leakage, if it oc~urred, had the consequence of increasing the effective-

ness, as measured from the temperatures that were observed outside of the 

exchanger case, above the true value associated with the core itself.· Sig

nificant leakage of this tYpe probably did occur with the G exchanger. 

Tests were made for a range of flow rates from about 

0.023 m3;sec (50 ft 3;min) to 0.118 m3;sec (250 ft 3/min), and numerous tests 

were made for any given operating conditions. Comparison of the energy 

loss from the hot stream, QH = s(mHITHI- mHOTH0), to the gain by the cold 

stream QC = s(mCOTCO- mCITCI) indicated significant uncertainty in the rate 
QL 

of heat transfer. With the "loss" specified as QH - QC = QL, the ratio q-
H 

varied substantially, and it could not be rationalized in terms of any logical 

heat transfer from the exchanger case. Therefore, there were selected for 
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Q 
evaluation only those runs for v1hi ch Q L was a m1n1mum, and even with this 

selection, the ranges 
Q H 

of QL were, for exchanger G, 0.0 
H 

QL 
< Q< 0.14; for 

H 
Q 

L exchanger F, -0.07 < Q 0.02; 
H Q 

for exchanger A, -0.04 < QL < 
H 

Q 
for exchanger B, -0.01 < Q~ < 0.10, and 

0.07. Few runs were made with Exchanger B 

becau.se there was difficulty in maintaining stable operating conditions. 

Apparently the core pressure drops were affected by motion of the thin 

plastic sheets, despite attempts that were made to maintain nearly equal 

pressures in the hot and cold air streams. 

Figure 2 shows the effectiveness for the four exchangers, one point being 

shown on that figure for each flow rate, the point being selected on the basis 

of the best energy balance. For both the G and the F, counterflow exchangers, 

the hot air effectiveness, nH = (THI THO)/(THI - TCI) and the cold air 

effecti~eness~ nc =(Teo- TC1)/(THI- TC1), were both evaluated. For a .capacity 

rate ratio, CH/Cc, less than unity, the former should be compared to the mass 

rate of flow of the hot air. For the ultimate evaluation of the overall heat 

transfer coefficient, however, almost the same coefficient will be evaluated if 

the average effectiveness, nA = (nH + nc)/2 is compared to the average in-

,flovJ rate, (mHI + mCl)/2, when the two flow rates are as nearly equal as they 

were in the present experiments. The results for the G exchanger, because of 

their erratic nature, required this representation to secure consistency, and 

for both exchangers this interpretation was required for the evaluation of 

an overall heat transfer coefficient because of 1 imitations on the analytical 

information that is available fci~ the evaluation of·the effect of longitudinal 
' 

conduction, which was important in these exchangers. Thus for the G and F 

exchangers,. Fig. 2 shows nA as a function of (mHI + mc 1)/2. 
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For the counterflow exchangers, exchangers B and A, Fig. 2 shows, as 

points, the hot side effectiveness, nH' as a function of mHI' the mass flow 

rate of the inlet hot air stream. 

Figure 2 contains curves drawn as an estimate of the possible form of the 

function n = f(m). Analytical considerations indicate that if the overall 

transfer coefficient is constant, or increases monotonically with flow rate, 

that the negative slope of the relation, n = f(m), should increase monotonically 
. ~ 

w1th 11 m11 increasing. The pictured curves conform to this. The curves them-

selves, the best estimate of n = f(m), are not used otherwise in this report. 

4. The Experimental Overall Heat Transfer Coefficient 

For the cross flow exchangers, in which longitudinal conduction was 

significant, the relation between the effectiveness and the overall heat 

transfer coefficient is obtained from the results of a numerical 'COmputation. 

This gives the effectiveness in terms of the Number of Transfer Units, UA/CH' 
.. 

where the overall transfer coefficient is assumed to be invariable over the 

exchanger area, and the ratio of the capacity rates, CH/Cc and the quantities, 

AH and AC' associated with the longitudinal conduction in the two flow 

directions. The quantity A is np k o /C, where np is the total number m m . 
of flow passage~, km is the conductivity of the metal, and om is the 

effective thickness of the metal wall, per passage. For the G exchanger, with 

parallel walls, om is 'the wall thickness. For thci F exchanger, it is an 

effective value evaluated from the wall thickness and the length of the 

corrugation thickness per 

can be translated to n = 
H 

unit wall width. 
UA CH 

f(C ' C ' AH ' 
H C 

Chiou (3) has given results that 

AC) but, in terms of 

range of capacity rates, those results are available only for n 

the present 

UA 
= f(y, A), for 
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equal capacity rates and, as in the G and F exchangers, equal A values for 

both flow directions. (These results were, in fact, confirmed by separate 

numerical calculations, done in a slightly different way from that described 

in Ref. (3), for a restricted range of A and Ut • The incentive for such a 

calculation was an initial view that Ref. (3) might be wrong; in fact the 

results of that reference were confirmed.) 

rigure 3 is a picture of the relation n = f(Ut , A) for equal capacity 

rates. A logarithmic representation is used on this picture to achieve a better 

illustration. To evaluate the number of transfer units, Ut , however, a 

Cartesian plot of these results, incorporating more curves for different X 

values, was us~d. For the G exchanger A is 4o8/C with C in W/°C, (9.41/C) with 

C in Btu/hr°F, and for the F exchanger this value is 2.8/C (or 5.4/C), the 

numerator being smaller for the F exchanger because the effective thickness 

· o is smaller, even with the corrugated sheet between the plates, because of 

the thinner aluminum sheet used in the .fabrication of this exchanger. At the 

lowest flow rates, A is 0.124 for the G exchanger and 0.09for the F exchanger; 

at the highest flow rates these two values are 0.03 and 0.02, respectively. 

For any effectiveness, given as a point on Fig. 2, for a given flow rate, 

A can be evaluated. Then for this n and A, interpolating if necessary on the 

plot of n = f( ~A , A), the Number of Transfer Units is specified. From it, 

given the capacity rate and the specified transfer area, the overall co-

efficient, U, is determined. These coefficients are shown as points on Fig. 4, 
. 2 2 

based on the plate area of 8.64 m (93 ft ) for the G exchanger and the 
. 2 2 

combined area of the plates and the corrugated sheets of 19.8 m (213 ft ) 

for the F exchanger~ 

The Reynolds 

from about 350 to 

4m number Pl-l , where P is the total flow perimeter, ranged 

1700 for the G exchanger and from about 100 to 425 for the F 
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exchanger. These are approximate evaluations based on the average temperature 

of the air. streams, they are actually slightly lower on the hot side ~nd 

slightly higher on the cold side. But laminar flow is indicated for both 

streams, and the substantial dependence of the overall transfer coefficient on 

the flow rate that is indicated oh Fig. 3. is surprising, and, as is sub

sequently shown, this cannot be rationalized at the present time. 

Both the B and the A exchanger are partly cross flow at the ends, and the 

nature of this cross flow is such that the prediction of an effectiveness 

UA CH 
relation, nH = f(C, C), would be a substantial task. Rather, complete 

H C 

counterflow was assumed, even though it did not really exist. Also, because 

of the relatively low conductivity of the plastic which formed the transfer 

surfaces, longitudinal conduction was not important in these exchangers. Under 

these circumstances, the transfer units gil , where IT is the average of the 
H 

overall transfer coefficient for the exchange area, were not ~valuated from 

·the experimental effectiveness values as shown on Fig. 2 but were evaluated 

from the terminal temperatures as: 
I 

Here (~T) 1m is the logarithmic mean of the terminal temperature differences, 

or, for capacity rate ratios close to unity,this is the arithmetic mean of the 

terminal temperature differences. Figure 5 shows by points the values of IT 

obtained in this way, b~sed on a transfer area bf 19.2 m2 (208 ft2), the sheet 

area for the B exchanger, and of 19.1 m2 (205 ft2), the total area of the 

corrugated sheets, for the A exchanger. 

-8-
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The Reynolds number, ~~ , ranged from about 665 to 2800 in the B 

exchanger. In the A exchanger the Reynolds number varied in the different 

flow cross-sections because of the different perimete~s of the different 

flow cross-sections; the high and low values for each are gi~en approxi

mately in the following tabulation. 

Flow Section 

Low Reynolds 

High Reynolds 

Rectangular 

750 

3600 

Rhombic 

370 

1760 

5. Predictions of the Overall Heat Transfer Coefftcient 

Triangular 

250 

1200 

The prediction of the overall hgat transfer coefficient requires the 

specifications of the local heat transfer coefficients for the hot and the 

cold air streams. These local coefficients are given in terms of a Nusselt 

Number, which in general depends upon the Reynolds Number, the Prandtl Number, 

and· a distance from the positiori at which heat transfer begins. This distance 

dependence is associated with the hydrodynamic and thermal development in the 

initial region, a domain often called the entry length. Ultimately there is 

attained an asymptotic regime in which the Nusselt number is essentially 

constant. Entry lengths of this nature also occur if the channel cross section 

or the temperature of the channel walls change abruptly. 

In the present analysis, only thermal effects are considered for the 

specification of the variation of the local coefficient in the entry length. 

For the exchangers and the flow rates associated with them, the .flo~s have been 

indicated to have been primarily laminar, and the local heat transfer co

efficient for the entry length is approximated by the Leveque-Lighthill 

solution. This is adopted up to the position at which th~ heat transfer co

efficient that it gives is equal to the separately known analytical results for 
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the asymptotic value of the heat transfer coefficient. For flow situations for 

which an exact solution is known, this kind of specification is precise for 

small and for large dist~nces from the point at which heating begins, and is 

only slightly low in the region near the termination point of the Leveque

Lighthill solution. 

The coefficient, as given by the Leveque-Lighthill solution, depends on the 

nature of the temperature or heat flux variation in the direction of flow. For 

the cross flow exchangers the solution for a constant overall coefficient, on 

.which the effectiveness specification is based, indicates a variation of wall 

temperatures, with flow direction, that varies across the span of the exchanger. 

Inspection of that solution, however, indicates that the local heat flux tends 

to be reasonably constant over the exchanger area when the ratio of the capacity 

ratio is nearly unity. Therefore, there is used the .form of the Leveque-

Lighthill solution associated \'lith a constant value of the quantity 

q/ (pcu ~· }. If the hydrodynamic entrance. effect is neglected, so that 

the friction coefficient is constant, this corresponds to a constant heat flux. 

The solution is then: 

9 = 

In this equation (Tw - TM) is the excess of the wall over the fluid mean 

tem~eratures. ~ It is to be recalled that in the derivation of Eq. 2 it was 

assumed that TM was constant. While this is not true in the channel flow that 

is considered, the result, Eq. 2, is still a reasonable approximation to the 

exact solution in the region in which the local heat transfer coefficient, 

h = q/(Tw- TM)' is variable. 

-10-
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For constant wall temperatures, the numerical coefficient in Eq. 2 

is 0.534 instead of 0.645. The ratio of these is 1.20, and this is the 

ratio betv1een the indicated heat transfer coefficients for constant heat 

flux and for constant wall temperature. 'In the application to the cross 

flow heat exchanger, the uncertainty about the predicted-local coefficient 

may be in this range. 

The friction coefficient for fully developed laminar flow is given as 

UDh cf 
(v.) T = N, where N is a number depending in magnitude on the channel 

geometry. If this specification is introduced into Eq. 2, then this equation 

takes the form: 

hD 
h = -k- = (3) 

This local coefficient equals the known asymptotic coefficient, h
00

, 

+ + at the location x = ~ ~ and the transfer coefficient is taken as its asymptotic 

value for x+ '> t,:+. Therefore the average coefficient in the length 
+ + + 

1 ~ 1 > ~ , is given as: 

1 [ J~+ hDh + hooDh 
= 1 + (-k) dx + (--k·-) 

0 

(4) 

From Eq. 3 
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( hlJh + 
1.5 

huh 
t;+ -dx = (--) 

k k t;+ 
0 

hDh , + . hooDh 
where (-k-) +is the value at t; , which' 1s -k-. Therefore: 

t; 

h[) 
_h = 

k 

or 

+ 
5I, 

hooDh 
The values of N and of -k- are given by Shah ar:~d London (4) for a 

large variety of flow channels. For the G and B exchangers, the parallel plate 

values were used; for the F exchanger a triangular cross section of the 

dimensions indicated on Fig. 1 was chosen (a sinusoidal form having the 

amplitude and wavelength indicated by those dimensions does not lead to very 

different results). For the A exchanger, there were used the triang)e and 

rhombus approximations, and the rectangular channel approximation, made on the 

basis of the dimensions that are shown on Fig. 1. The tabulation that follows 
. cf h U 

gives the values of Re 2 and ~ h , for the constant heat rate case, from 
hD 

Ref. (4), and thevalue oft;+ that is obtained from th~ match 
hool)h 

and the va 1 ue of -k- . 

-12-
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Table II 

~+ 

Parallel Plates, G,l3 12 8.23 0.020 

TY-iangular, F 6.60 3.0.5 0.064 

Triangular, A 6.65 2.75 0.090 

Rhombic, A 7.02 3.70 0.038 

Rectangular, A 9.12 5.33 0.048 

For the G exchanger, the cross flow parallel plate unit, the local overall 

heat transfer coefficient is: 

1 = _1 + 1 + r 
U hH he w 

(5) 

and the average for the exchanger area, A = LW (for the G exchanger L = W) 

is 

(-1 + 1 + r ) 
hH he w 

dx dy (6) 

0 0 

This complicated integration was not carried out.· For the G·exchanger, 

in fact, the r~tio, ~+/1+ is always relatively small, ~nd over most of the area 

the local transfer coefficients equal their asymptotic value, h . Thus, an 
00 

approximation is to evaluate the average coefficients for each side of the 

exchanger from Eq. (4) and to then approximate the average overall coefficient 

as: 

-13-



1 

u 
= - + 

~ 
- + r - w 
he 

The resistance of the metal exchanger wall is negligible compared to the otber 

two terms on the right side of Eq. 7. While the coefficients hH and he differ 

because of differences in the properties of the average temperature of the hot 

(7) 

and cold streams, the difference is not great, and it is appropriate to evaluate 

both hH and he at the average air temperature. Then hH ~ he' since the'hot 

and the cold flow rates are almost the same. On this basis TI = h/2. This 

result is shown as a line on Fig. 4. There is very little variation of TI with 

mass flow rate because the thermal entry region (x+ < ~+) is so small for this 

exchanger. 

For the F exchanger, the cross flow unit with the corrugated metal insert 

between the parallel plates, the specification of U depends upon the effective-

ness of the fins that are produced by the corrugated insert. If negligible 

resistance is assumed for the contact between the corrugation·and the plates 

that separate the streams, then the magnitude of the predicted heat transfer 

coefficients, the fin thickness, and the conductivity of this aluminum insert,. 

are such as to make the fin effectiveness essentially equal to unity. Then 

the entire periphery of the small channel formed by the corrugation and the 

parallel walls is at essentially constant temperature, and the effective 

transfer area is defined by the channel periphery. The local overall heat 

transfer coefficient is then based on this area. For the F exchanger the values 

of ~+/£+ are of the same order as they are for the G exchanger. Again the 

procedure associated with Eq. 7 was used to give the result for U that is 

indicated on Fig. 4. 

-14-
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For the counterflow exchangers, exchangers B arid A, there is less 

ambiguity about the experimental value as deduced from Eq. 1 because for a 

truly counterflow case the number of transfer units is truly UA/Cw The 

predicted average coefficient is: 

u = ~ .. J.Q,. --'--::---~·1'-----
(-l + 1 + r ) 

hH ~ w 
0 

dx 

For these exchangers, .. the resistance, rw, of the plastic walls is still 

far less than the value of (1/hH + 1/hc) and it can be neglected. Also, for 

the counterflow exchanger, if the capacity rates are equal the temperature 

difference between the two streams is constant. The capacity rate ratio was 

indeed nearly unity, but the local heat flux still varies in proportion to the 

change in the local value of the overall heat transfer coefficient. Consider

ing that this variation is not too great, the application of Eq. 3, and a 

value of hoo corresponding to constant heat rate, is justifiable. 

The value of E;+/t+ for the B exchanger is so small that the coefficients 

on the hot and the cold side are almost constant over the whole length of the 

(8) 

exchanger, thus the average overall coefficient is given to a good approximation 

by Eq. 8. For the counterflow exchanger, the application of Eq. 8 is also 

supported by the analysis of Seban, et al. (5). Figure 5 shows by a line the 

value of IT predicted for the B exchanger. The thermal entry effect is so 

small that the predicted .value of IT is almost invariable with the flow rate. 

The prediction of the overall transfer coefficient for exchanger A is 

complicated by the changes in flow cross section in the exchanger length. For 

the hot air side this involves the change from the rectangular cross section at 

the inlet to the long rhombic section, and then the change to the rectangular 
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section at the outlet. Fur the cold air side the rhombic section is further 

changed to the triangular cross section in the central part of the exchanger. 

Clearly, there is a hydrodynamic effect at each point at which the flow 

section changes, and at these locations there is a concomitant change in the 

temperature distribution across the flow cross section. In the prediction, the 

hydrodynamic effects, which are in any case unknown, were ignored, and it wa·s 

assumed that at each cross section the temperature distribution across the flow 

area became completely uniform, at the local mixed mean temperature. 

Equation 8 was used to evaluate the mean heat t~ansfer coefficient, with 
+ ' 

the local heat transfer coefficients evaluated from Eq. 3 with x measured 

from the location of the last change in flow cross section, and as hoo for 
+ + x > ~ • This calculation was only made for the lowest and for the highest 

flow rate. For the highest flow rate the Uittu~-Boelter equation 

hDh 
= -k-

uD 0.8 0.4 
.023 (-h) (~) 

v a 

was used for the evaluation of the local coefficients in the rectangular cross 

sections at the ends of the· exchanger because there the Reynolds number, as 

noted in Section 4, substantially exceeded 2000. Thus no thermal entry effect 

was considered for these sections. 

While on the basis of this calculation of U, there is not a linear 

relation between IT and the flow rate, there is shown on Fig. 5 a straight line 

that connects the two extreme values of IT that were c~lculated. 

6. An Appraisal of the Predictions 

Views of Figs. 4 and 5 have already indicated that the predictions, 

always made somewhat approximately but nevertheless with some care, are 

-16-
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relatively far from the experimental values._ Particularly when the experimental 

values are lower than the predicted values, the following discussion of other 

possible effects does not indicate definitely any effects which serve to 

rationalize this kind of discrepancy. 

For the G exchanger, the experimental coefficients are close to the 

predicted coefficients only at the highest flow rate, otherwise they are lower. 

In this regard it can be noted that the effect of longitudinal conduction was 

most important at the lowest flow rate, and its use as specified earlier. 

produced at the lowest flow rate the experimental transfer coefficient of 

10.3 w;m2oc (1.82 Btu/hr ft2°F) that is shown on Fig. 4.- Had the effect of 

conduction been neglected (A= 0), the experimental value deduced from Fig. 3 

would have been ?.26 w;m2oc (1.28 Btu/hr ft2°F). The suspicion that the 

evaluation of the effect of longitudinal conduction that is specified by 
.. 

Fig. 3 might be too small led to the check of that result that was already 

mentioned. Actually, the very complicated evaluation which would account for 

the variable coefficients in the thermal entry regime would need to be made to 

appraise longitudinal conduction effects ~nder these conditions. For the G 

exchanger, however, the entry length region is so small that the evaluation from 

Fig. 3 is probably appropriate. 

In the test of the G exchanger, its orientation was such that_the hot air 

flow was diagonally upward and the cold air flow was diagonally downward. For 

su-ch a situation any free convection effects would, by theory, tend to diminish 

the heat transfer coefficient. But experiments by Mullin and Gerhard (6), 

made for liquid flow in a tube under ~uch conditions, but confined to the 

thermal entry region, produced an opposite effect. Here it is noted only that 

a Grashof number, based on the distance between the plates, and a typical 

temperature difference of 4°C between the air and the surface is about-25, or 

-17-



180 if Uh is used as the ?ignificant dimension. At the lowest flow rate the 

Reynolds number, uDh/v is about 350. The ratio of t~e Gfashof number to the 

square of the Reynolds number is usually on the order of unity if free 

convection effects are to become important; for the G exchanger this ratio is 

far lower. Thus the low transfer coefficients measured with the G ~xchanger 

at all flow rates except the highest are unexplainable on the basis of such an 

effect. 

for the F exchanger the measured values are much lower than the predicted 

values, as is evident from Fig. 4, but it must be recalled that the prediction 

was based on zero contact res i·stance between the corrugated sheet and the wall • 

A value of that resistance, necessary to bring predicted values into better 

accord with measurement, can be deduced, but this value is not very sig

nificant without some standard of comparison. It can be noted that if this 

resistance was infinite, then the transfer would be only to the parallel plates. 

Then that area alon~ should be used for the prediction of th~ experimental 

coefficients and they ~ould be increased by the rel~vant area ratio which is 

2.68. The predicted value of the averag~ overall coefficient for this 

situation can be· based, in terms of available resu1ts, only on the case in 

which the two sides of the triangular section formed by the corrugation would 

be adiabatic. This would lower slightly the predicted value of TI from that 

shown on Fig. 4 for this exchanger. An increase of 2.68 in the experimental 

coefficient, together with but a slight change in the predicted coefficient, 

would place the experimental coefficients in considerable excess of the pre

dicted values. This does demonstrate that the corrugation provides a substantial 

fin effect and that the exchanger performance might possibly be improved by 

bonding the corrugated sheets to the plates to eliminate the contact resistance 

that apparently exists there. 

·-18-
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For the B exchanger, for which, as noted before, th~ experimentaJ results 

are in some question, Fig. 5 indicates that there is some agreement between 

experimental and predicted transfer coefficient~ at low flow rates. At higher 

flow rates, however, the experimental values become substantially lar~er than 

the predicted ones. Particularly in view of the instability of the plastic 

surfaces of this heat exchanger, there is the possibility of an early transition 

to turbulence. As an appraisal of the possible effect of turbulence, the 

Dittus-Boeltus relation gives a Nusselt number of 12 for a Reynolds number of 

2000, but this is scarcely greater.than the laminar flow Nusselt number of 

8.23 for the parallel plate case as contained in Table Il, so that on the 

assumption of turbulent flow at the highest flow rate the prediction of U 

would be increased from 2.7 to 3.9 W/m2c. The experimental value is 5.7 W/m2c. 
Reynolds, et al. (7) have noted that the Dittus-Boelter equation apparently· 

holds to a Reynolds Number as low as 3000 in pipe flow, and that this is 

predictable from a modified form of theReichardt mixing length expression, 

actually originally derived from measurements in a channel of large aspect 

ratio. For the pipe, for which h
00

Dh/k is 4.35, the ~ss~mption of turbulent 

flow at low Reynolds numbers therefore produces a more substantial increase in 

the heat transfer coefficient. 

It can be. noted in this respect that a prediction, made on the basis of 

the modified mixing length distribution, was actually made numerically for the 

parallel plate case, to a Reynolds number as low as 2400. The result was not 

much different than what \'JOuld be indicated by the use of the Dittus-Boelter 

equation to Reynolds number as low as this, and the results therefore did 

not rationalize the discrepancy between the predicted and the experimental 

values of U for the B exchanger. 
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Besant, et al. (2) quoted results for an exchanger similar to the B 

exchanger, excep~ that the spacing between the parallel plastic sheets was 

1.27 em instead of the 1.91 em of the B exchanger. As with the B exchanger, 

the hot air flowed downward while being cooled and the cold air flowed upward 

while being heated. With these conditions free convection effects are expected 

to augment the heat transfer. Besant, et al. indicated such an effect, and they 

specified their results .for the overall heat transfer coefficient by the 

relation 

2UD = -k-

Here 0 is the distance between the plastic sheets and this dimension 

was used in evaluating the Grashof number. The basis of the evaluation of the 

Reynolds number is not clear. If the plate spacing is used forD everywhere 

in Eq. l 0 then the overall coefficients predicted from ECJ. l 0 exceed by far 

the experimental values for the B exchanger that are shown·on Fig. 5. The 

( l 0) 

only present connection that is associated with Eq. 10 is its indication that 

the overall coefficients rise very substantially at low flow rates. This is 

completely opposite to the trend of the experimental coefficients that is shown 

on Fig. 5~ 

For the A exchanger, as for the B exchanger, fig. 5 shows so~e corres

pondence between predicted and experimental values of U only at the lowest flow 

rates. At about the average of the highest and lowest flow rates, and above, 

the experimental coefficients are substantially higher than the predicted 

values. As with the B exchan~er, there is the indication of an early transition 

to turbulence and, for the A exchanger, for which the values of hooD/k in the 

central core region are relatively low, a substantial increase in the co-
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efficient might be expected. As an example, for the highest flow rate, it 

has been indicated t~at the Reynolds numbers are about 1730 in the rhombic 

sections. If the flow in these rhombic sections is assumed to be turbulent, 

and the local transfer coefficients are obtained from Eq. ,9, then the value of 

U that is calculated from Eq. 8 is 9.3 W/m2c ,instead of the value of , 

6.55 W/m2c as indicated on Fig. 5. But this prediction is still less than the 

experimental value of 13.1 W/m2c, though the trend is acceptable. 

In all of the foregoing considerations, it was assumed that the air flows 

were uniformly distributed amongst the flow channels on both the hot and the 

cold sides of the exchangers. Some considerations as to the possible effect 

of non-uniformity in the flow distribution were made, but without any positive 

conclusion. As a limiting condition, however, it can be noted that for laminar 

flow conditions in which the thermal entry length is not too significant, say 

as in Exchanger B, the heat transfer coefficient is independent of the flow 

rate, and under these conditions the predicted value of the overall coefficient 

would be relatively independent of the flow distribution. 

7. Conclusions 

This comparison of experimental and predicted overall heat transfer co

efficients for four heat exchangers shows that the predictions, made essentially 

for laminar flow because the Reynolds numbers were generally below 2000, are 

but marginally capable of predicting the experimental results. The comparisons 

indicate a need for: (1) additional heat transfer information on flows with low 

Reynolds numbers which may be turbulent, and (2) for a further investigation on 

the effect of the thermal entry length on the prediction of the effectiveness 

for cross flow heat exchangers, both with and without longitudinal conduction, 

and (3) further investigation on the effect of free convection under cir

cumstances in which that might be expected to diminish the heat transfer co-

efficient. -21-



Until more accurate and complete models are developed for the prediction 

of the heat transfer coefficient, experiments on the actual exchangers are 

required to establish the performance of the types of exchangers considered 

here, and the true values of the local heat transfer coefficients must be 

inferred from this performance. 
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TABLE I 

HEAT EXCHANGER CORE DIMENSIONS 

Genvex Flakt (Besant) Aldes 

G F B A 
.' 

Core Height 16.8 32.2 38.4 140.0 
Width em 47.6 30.5 51.5 41.2 
Length em 47.6 30.5 198.0 24.1 

Channel Height em 0.37 0.37 1.91 See Fig. 
Wi,dth Clll 47.6 30.5 51.5 
Hyd. Dia., Dh em 0.74 .29 3.82 

see Fig. 1 

Wall thickness em .• 06 .0075 .015 Fig. F 

Number of Channels . 
Hot 19 42 10 . 32 X 13 
Cold 20 . 43 10 32 X 12 

Trans fer Area (m2) 8.64 7.8 19.3 17.3 (central) 
Hot to cold interface + 12.0 (corrug) + 1. 7 (triangular 

ends) 
19.8 19.0 
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EXCHANGER F 

SEC. B-8 

Sheet thickness 
.018 em 

EXCHANGER A 

dimensions in ~.m.. 

dimensions in ~ 

SEC A-A 

Sheets a.:.a in central 68 em 

of core, sheets O·o ore 
.022 em thick 

Figure 1. Details of Channels, Flakt, and Aldes Exchangers. 
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