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DISCLAIMER 

This document was prepared as an account of work sponsored by the United States 
Government. While this document is believed to contain correct information, neither the 
United States Government nor any agency th,ereof, nor the Regents of the University of 
California, nor any of their employees, makes any warranty, express or implied, or 
assumes any legal responsibility for the accuracy, completeness, or usefulness of any 
information, apparatus, product, or process disclosed, or represents that its use would not 
infringe privately owned rights. Reference herein to any specific commercial product, 
process, or service by its trade name, trademark, manufacturer, or otherwise, does not 
necessarily constitute or imply its endorsement, recommendation, or favoring by the 
United States Government or any agency thereof, or the Regents of the University of 
Califomia. The views and opinions of authors expressed herein do not necessarily state or 
reflect those of the United States Govemment or any agency thereof or the Regents of the 
University of California. 
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Introduction 

T he main theme of the Building Energy Systems Program is the comprehensive simulation, analysis, monitor
ing, and evaluation of the energy performance of whole buildings, particularly nonresidential buildings. 
Many of our projects develop and apply comprehensive computer models for integrating performance 

analyses of heating, cooling, and day lighting systems. A further activity has involved research on absorption heat 
pumps for solar cooling and gas-driven applications. 

The Simulation Research Group maintains and continues development of DOE-2, a public-domain computer 
program for detailed, hour-by-hour simulation of energy use in buildings. DOE-2 is used by some 5,000 users 
throughout the United States and 36 other countries to design energy-efficient buildings and to research innovative 
building technologies. A new version of the program, DOE-2.1D, was completed during 1989 and was released 
to the public. Major new features include consideration of desiccant cooling, improved fenestration calculations, 
and user-defined functions. 

The Simulation Research Group has continued its work on developing the next generation of simulation 
software, for use in the 1990' s and beyond. The major effort in this area is the development of a modular software 
environment-an Energy Kernel System-that will allow users to generate customized simulation programs 
that suit their particular analysis needs. In 1989, LBL continued development of the Simulation Problem 
ANalysis Kernel (SPANK) as a working prototype of the Energy Kernel System. We have generated a 
dynamic version of SPANK that solves time-dependent problems by integrating differential equations. We 
have used this version to solve sample problems. 

Also during 1989, we launched a major new effort to accelerate the availability of advanced simulation 
capabilities by incorporating SPANK's object-oriented simulation techniques into DOE-2. The new 
program (to be called DOE-3) will permit new heating, ventilation, and air conditioning (HVAC) tech
nologies to be modeled without requiring time-consuming modifications to the DOE-2 code. With DOE-
3, users will be able to simulate complex HV AC systems by graphically linking together component 
models for system components such as fans, coils, heat exchangers, and controls. 

To estimate more accurately the energy-consumption impacts of retrofit measures in institutional 
buildings, the Building Systems Analysis Group has continued to develop a building-specific Retrofit 
Energy Savings Estimation Model (RESEM) for the DOE Institutional Conservation Program (ICP). 
RESEM is a user-friendly tool that will allow state and regional ICP staff to use readily available 
information to reliably determine energy and cost savings directly attributable to ICP-supported 
retrofits for a single building. Fast, simplified simulation capabilities within RESEM compare 
favorably to more-detailed hourly simulation programs such as DOE-2. Many automatic and 
user-friendly features have been incorporated into RESEM and have been tested. 

The Building Systems Analysis Group has also continued to investigate the performance of solar 
commercial buildings as part of the U.s. contribution to the International Energy Agency (lEA) 
Task XI and the U.s./U.K. Bilateral Agreement. Two existing buildings have been selected for 
detailed atrium simulations-one in Norway and one in the United Kingdom. The analysis in 
progress in the U.S. is being coordinated with monitoring being performed in Norway and 
the United Kingdom, and actual measured data is being used to calibrate the simulation 
results. Because of the critical energy implications of conditioning atria, the comfort 
conditions which can be expected in atria and in adjacent spaces are of special interest and 
are therefore a focus of the analysis. 

We have continued our work for the U.s. Army Corps of Engineers, Construction 
Engineering Research Laboratory, in examining the energy performance of Department 
of Defense (DOD) facilities. Activities in 1989 focused on quantifying the life-cycle cost 
impacts of a range of energy-conserving envelope designs. Various building configu
rations and climate regions were considered in these analyses. 
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Introduction (cont'd) 

A new project begun during 1989 by the Building Systems Analysis Group aims to identify new energy conservation 
opportunities provided by various buildings materials; the group will calculate the degree to which the energy 
performance of buildings is affected by the use of new or modified materials. Conversely, comparative analyses of 
buildings and building systems with a range of thermal, optical, and physical properties of constituent materials will 
serve to identify desired materials characteristics. These comparative analyses will be used to set technical objectives 
for research on building materials. 

The Solar Absorption Cooling project's major activity during 1989 was to investigate the performance of solar 
cooling and heating systems that incorporate advanced evacuated-tube solar collectors coupled to advanced ab
sorption chillers or heat pumps. Notwithstanding design conditions set for gas-driven operation, results of pre
liminary analyses have shown the feasibility of driving advanced absorption heat pumps at their full design 
conditions with advanced solar collectors. 
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- Absorption Heat Pumps - ] 
Solar Absorption Cooling 

M. Wahlig, J. Rasson 

Our major activity during 1989 investigated the per
formance of solar cooling and heating systems that incorpo
rate advanced evacuated-tube solar collectors coupled to 
advanced absorption chillers or heat pumps. 

The absorption heat pump, which operates in both the 
cooling and heating modes, was taken to be similar to the 
generator-absorber heat exchange (GAX) unit under devel
opment by Phillips Engineering. This unit was selected 
because it is likely to be one of the first of a new generation of 
absorption heat pumps to achieve market penetration. Initial 
development has been aimed at the residential market, but 
the technology can be scaled up (at least to small commercial 
applications). 

The GAX heat pump is being developed for gas-driven 
applications. For the solar cooling systems we are consider
ing, we assume that an additional coil is added to the genera
tor section of the heat pump such that the unit can be driven 
by hot water as well as by a gas burner. This is not a major 
modification; 'breadboard" models of absorption heat pumps 
are commonly driven by hot-water coils to facilitate labora
tory testing before a gas burner is installed on the unit. 

In the solar cooling system, the hot-water input to the 
heat pump is provided by the output of the evacuated-tube 
solar collectors. For simplicity, no thermal storage is as
sumed. The characteristics of the solar collectors are taken to 
be those of the internal-reflector, stationary, evacuated-tube 
concentrating OSEC) collector under development by the 
University of Chicago. 

In general, heat-pump efficiency increases as the driving 
temperature increases, and the relatively high combustion 
temperature of a gas flame has a distinct advantage over the 
output temperature from a solar collector. However, for 
absorption heat pumps, the maximum driving temperature 
is limited by the properties of the absorption-cycle working 
fluid. This temperature is about 400°F for the ammonia
water solution used in the GAX heat pump. This is within the 
range of a good evacuated-tube solar collector: the ISEC 
collector is expected to operate in the range of 50-60% effi
ciency at an output temperature of 400°F. 

When driven by a high-temperature gas flame, the GAX 
input temperature can be kept near 380°F (its input design 
condition), maintaining highly efficient operation independ-
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ent of ambient conditions. However, for solar-collector
driven operation, a tradeoff must be considered between 
collector efficiency and GAX heat-pump efficiency when 
ambient conditions change. When the ambient temperature 
or the insolation level decreases, constant input temperature 
to the heat pump can be maintained only at the expense of 
decreased collector efficiency. Alternatively, a constant col
lector efficiency may be maintained by allowing its output 
temperature to fall, taking a penalty in lower heat-pump 
efficiency. To determine the best operating strategy, both the 
collector and heat pump efficiencies must be known as a 
function of temperature. Selection of their coupling 
temperatur~or a range of temperatures-is a critical element 
of an operating strategy and is a primary concern of our 
analysis. A characterization of the efficiency of the ISEC 
collector as a function oftemperature and solar insolation has 
been obtained from the University of Chicago group. 

Calculation of the expected GAX heat pump efficiency 
as a function of its input temperature is quite complex, 
requiring simulation of off-design operation. We have made 
on-design GAX efficiency calculations using a solution tech
nique for ammonia-water absorption cycles developed over 
the past few years. This technique uses the HYBRID solver 
routine and for several cases has been verified against the 
more comprehensive ASPEN chemical process flowsheet 
method. 

To obtain a preliminary observation of the off-design 
performance, we made several simplifying assumptions and 
approximations and used the HYBRID solution method. 
Although this procedure should give answers approximately 
correct for operating conditions near the design values, it is 
likely to give erroneous results at conditions unlike the 
design conditions. However, the procedure should indicate 
general trends in performance as the heat pump's input 
temperature varies, and this indication should be sufficient 
for purposes of our preliminary study of the cooling system. 
The more accurate solution procedure is planned as part of 
our 1990 activities. 

Two conclusions can be drawn on the basis of this 
preliminary analysis: 1) advanced, evacuated-tube solar col
lectors are capable of efficiently (50% or higher efficiency 
under most ambient conditions) driving advanced absorp
tion heat pumps at their full design-point operating condi
tions, even when design conditions assume gas-driven op
eration; and 2) the preferred operating strategy for the cool
ing-mode system under most ambient conditions calls for the 



Building Energy Systems Program 

solar collectors to be run at the constant outlet temperature 
(about 380°F) at which the heat pump is designed to operate. 

Even at this early stage of our analysis, the results 
obtained suggest that an experimental test program should 
be initiated. Meanwhile, we plan to proceed with more 
detailed calculations of expected off-design performance 
should be made. 
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[ - Building Systems Analysis - ] 
Building Systems Analysis 

R.C. Kammerud, B. Andersson, B. Birdsall, W.L. Carroll, 
D. Dumortier, R.J. Hitchcock, K. Poliakoff, and S. Sewell 

ICP RETROFIT ENERGY SAVINGS ESTIMATION 
MODEL (RESEM) 

To improve the quality of aggregate estimates, Law
rence Berkeley Laboratory is developing a building-specific 
Retrofit Energy Savings Estimation Model (RESEM) for the 
DOE Institutional Conservation Program OCP). RESEM is a 
user-friendly tool that will allow state and regional ICP staff 
to use readily available information for reliably determining 
the energy and cost savings directly caused by ICP-sup
ported retrofits for a single building. (For maximum accu
racy and validity, pre-and post-retrofit energy use-and thus 
savings-must be directly based on utility billing data.) We 
have developed design and performance criteria for RESEM 
and have largely completed the software implementation of 
the tool. 

Highlights of the operational computer tool include the 
user interface, which is based on a paradigm of dynamic pop
up windows for specialized data entry; and an overall menu 
design sequence that leads the user through a complex se
quence of savings analyses. Figure 1 shows the level of detail 
accessible as well as the strong visual contexting provided by 
the pop-up window design. In addition, simplified simula
tion capabilities have been shown to compare favorably to 
more detailed hourly simulation programs such as DOE-2. 
The simulation speed is quite fast, requiring less than 30 
seconds (on an IBM / AT-class personal computer) to simu
late a typical building. Finally, automatic features such as 
complete-default building generation and "pushbutton" ECM 
descriptions have worked quite well in early use experience, 

saving the user time and effort in describing the buildings 
and the retrofit measures. 

In 1990, we will shift our focus from software develop
ment to initial field testing and to development of other 
supporting materials such as comprehensive weather data 
libraries, documentation, and user-training programs-all 
aimed at general dissemination of RESEM. 

ATRIUM RESEARCH RELATED TO INTERNATIONAL 
AGREEMENTS 

Large numbers of atria are being built in the United 
States and overseas. Most of these atria do not conserve 
energy; in fact, most atria waste significant amounts of en
ergy. Design guidelines which incorporate the energy impli
cations of atrium design decisions are badly needed to turn 
this situation around. Development of such guidelines will 
help to provide the designer with a better understanding of 
the energy implications of his decisions and guidance as to 
what those decisions should be. It will also provide informa
tion on the comfort conditions which can be expected in such 
spaces, to allow the designer to match the energy systems to 
the function (and comfort requirements) of the space. 

Buildings equipped with atria display a microcosm of 
some of the critical issues affecting all solar commercial 
buildings. As is the case with many other integrated solar 
technologies, the effectiveness of atria must be evaluated by 
combining the energy effects of daylighting, cooling, and 
heating. The critical indirect energy implications of comfort 
conditions in atria mirror similar effects in many solar build
ings, where control is not as precise as in traditionally condi
tioned spaces. Developing atrium analysis capabilities 
improves analysis of all solar commercial building technolo-
gies. 

To address these concerns, LBL has for several years 
been evaluating and analyzing the performance of solar 
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DOS Window 1 h: [: [UMi 
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HVAC systeM type 

commercial buildings as part of the U.S. contribution to the 
International Energy Agency (lEA) Task XI and the U.S./ 
U.K. Bilateral Agreement. The work for Task XI has empha
sized analysis and eval ua tion of selected a tri um buildings, as 
well as synthesis and interpretation of the results of the 
monitoring/ analysis of a range of atrium buildings. 

Two buildings-one in Norway and one in the United 
Kingdom-have been selected for detailed atrium simula
tions. The analysis being conducted in the United States is 
coordinated with the monitoring being performed by re
search groups in Norway and the United Kingdom and 
complements those groups' independent analyses. The build
ings were selected because of the high expected quality of the 
Norwegian and British experimental data and because the 
physical configurations of the two buildings under examina
tion are representative of many atrium configurations found 
in U.S. buildings. 

In this project, results of building simulations are com
pared to monitored data from the building to ensure that the 
model accurately represents the building's energy perform
ance characteristics. This "calibrated" model is then used to 
explore significant performance issues which may be ad
dressed through additional simulations or through monitor
ing. The simulations will be used 1) to determine the effec
tiveness of the current situation; 2) to test alternative solu
tions which address weak areas of the existing design; 3) to 
develop new strategies appropriate to U.S. designs; and 4) to 
test the effectiveness of such strategies under varied climates 
and building configuration/operation. 

Because of the critical energy implications of condition
ing atria, the comfort conditions that can be expected in atria 
and in adjacent spaces are of special interest and have there-

s,.t ... 
sun 
cvct 
cvvt 
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Figure 1. Typical example of 
pop-up screen display pos
sible during the RESEM 
analysis sequence. Note how 
overlapping screens provide 
visual context. 

fore been emphasized in the analysis. A better understand
ing of comfort conditions will allow some functions to take 
place in atria using limited conditioning. The techniques 
developed for such analysis have value for many system 
applications besides atria. 

During 1989, initial simulations were made of the ELA 
atrium building in Trondheim, Norway, and of the Gateway 
II atrium building in Basingstoke, United Kingdom. Visits to 
the two facilities assisted in 1) completing accurate descrip
tions of the building and its operation, and 2) gaining famili
arity with the monitoring plans. Actual energy performance 
data for the ELA building have been used to calibrate the 
simulation model. Within uncertainties in the climate data, 
the predicted energy consumption of the atrium and adjacent 
office/laboratory / classroom spaces agreed with the moni
tored data. 

Using the calibrated simulation model, parametric stud
ies of the ELA building will begin in the next fiscal year. 
Sensitivity of energy performance to operation, control, glaz
ing solar transmission, and glazing thermal conductance 
parameters will be investigated. We expect data collection for 
the Gateway building to begin early in the 1990 calendar year. 
The simulation model for this building will be calibrated as 
soon as appropriate data are available This work will be fol
lowed by parametric sensitivity studies-similar to those 
now being carried out for the ELA building-using the 
calibrated model, . 

CORPS OF ENGINEERS EFFICIENT BUILDINGS 
The Department of Defense (DOD) mandates building 

energy standards that are closely comparable to Department 
of Energy (DOE) standards. In addition, the DOD standard 
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recommends energy-conserving design features above and 
beyond its minimum requirements if these design features 
are cost effective. Because conducting field evaluations of 
energy use and economy can be difficult, DOD has devel
oped a setof semi-prescriptive "envelope requirements" that 
can be applied as alternative requirements. We have quanti
fied the life-cycle cost impacts of a range of energy-conserv
ing envelope design options and have indicated the corre
sponding levels of life-cycle cost reduction achievable for 
common building types in various configurations and loca
tions developed as part of the U.s. Army Corps of Engineers 
Standard Design Program. 

Three general classes of building configurations were 
analyzed: base standard configurations, designed to jointly 
meet the DOE and DOD standards; minimal envelope build
ings, which contain all the characteristics (in terms of size and 
use) of configurations meeting the standard, but have no 
insulation in the walls or roof and contain single glazing only; 
and enhanced envelope performance configurations, which begin 
with the minimal envelope building and include designs that 
extend beyond the base standards for energy conservation. 

The projected energy performance of the various con
figurations was determined by computer simulations for 
four climates (selected according to population-weighted 
means of four key climate variables) based on the geographi
cal distribution of military-base personnel: Homer, Alaska, 
representative of a very cold climate with no cooling season; 
Colorado Springs, Colorado, representative of a cold climate 
with a cooling season; Raleigh, North Carolina, a mild cli
mate; and San Antonio, Texas, a hot climate. 

Determining the life-cycle cost requires estimates for 
several variables: construction cost; other initial costs of the 
configuration; operational costs related to the configura
tion's energy use (typically, utility bills) over the time period 
defined as the economic life of the configuration; and any 
other economic assumptions needed to convert the lifetime 
stream of energy costs into a present value. We simplified the 
economic analysis by assuming that all initial costs and 
energy costs can be expressed relative to one of the reference 
building configurations. This approach allows formulation 
of correct relative life-cycle costs. 

A summary of the results of these analyses (for the 
standard Corps of Engineers building types and across the 
climatic range studied) led to the following observations: 

• Compared to the minimal envelope buildings, the 
base standard buildings save fossil-fuel energy pri
marily, more of this energy being saved in severe 
heating climates. 

• The life-cycle costs of base standard buildings are 
greater than the life-cycle costs of the corresponding 
minimal envelope buildings. 

• Enhanced performance configurations-i.e., those 
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that include additional energy-conserving insula
tion and energy-efficient window performance
save almost no energy compared to the correspond
ing base standard configurations. Almost without 
exception, the enhanced performance configura
tions have higher life-cycle costs. Thus, starting 
from the base standard buildings, essentially no ad
ditional cost-effective energy savings opportunities 
are available. 

• Analysis of a range of alternate economic assump
tions (lower construction costs, cheaper fuel costs, 
lower discount rates, etc.) does not significantly 
alter the previous two observations, indicating that 
this result is not simply due to "special" DOD 
economic circumstances. 

• Building designs intermediate between the mini
mal envelope configuration and the base standard 
building design can allow energy savings essen
tially as great as those provided by the base stan
dard buildings but that have significantly lower 
life-cycle costs (Figure 2). The existence of these 
intermediate designs implies that design tradeoffs 
can be made while satisfying the standards, thus 
introducing design ~exibility. 

ADVANCED BUILDING MATERIALS ANALYSIS 
This strategic analysis project, begun in 1989, identifies 

new opportunities for using energy conserva tion ma terials in 
buildings and building systems. The project also conducts 
technical assessments of materials research and develop
ment. The work has three specific objectives: 

• to identify generic materials that would beneficially 
impact building and building system performance. 
This will be based on analyses that define the funda
mental thermodynamic mechanisms tha t determine 
energy use in buildings, thereby defining opportu
nities for improved energy performance through 
development of new materials and through modifi
cation of existing materials. 

• to identify desired characteristics for these materi
als based on comparative analysis of buildings and 
building systems that contain a range of thermal, 
optical, and physical properties of constituent ma
terials. This identification will define the technical 
objectives for research on specific materials. 

• to provide a coherent framework for evaluating 
materials research progress, thereby providing a 
basis for refining the objectives. 

The analyses are expected to identify promising direc
tions for materials research, including new materials con
cepts, modifications to existing materials to enhance their 
effectiveness, and improvements in the processes used to 
produce the materials. This work will address two related, 
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underlying needs in a building materials program. First, a 
clear subsystem-system-building context must be maintained 
in order to identify new materials opportunities -and to evalu
ate technical progress in developing these materials. Because 
the materials ultimately will be used in buildings, their 
impact and importance will be determined by how they are 
integrated with other materials in building systems, thereby 
influencing the whole. The second need is to broadly under
stand the basic sources of energy consumption "problems" in 
buildings; such understanding allows us to identify limita
tions of existing materials and subsystems as well as oppor
tunities for new materials. This understanding also provides 
a sound basis for conceptualizing materials whose develop
ment is certain to have a beneficial impact on energy use. 

The first phase of this work, begun in 1989, was to 
cond uct a scoping study. This study was designed to identify 
several promising new directions for the materials program 
and to develop a strategic plan for longer-term definition and 
evaluation of materials options. Initial activities within the 
scoping study have included review and assessment of 
ongoing research, development, and application activities on 
materials and subsystem technologies. Preliminary subsys
tem analyses have been conducted to determine when mate
rials technology advances approach the point of diminishing 
returns. We have also begun analyses which will estimate 

Colorado Springs 

40,000 

20,000 
/, .I 

~ -r-
OIl ..... 
~ 
"0 
8. ° 

nr-II II 
...... 
OIl 
0 
U 

-20,000 

-40,000 

- -- M - M - M -c S p - C"l - C"l - C"l ""' C 0 -? ? f" -- f" -= = = = 

M 
C"l -= 

Building Configuration 

C"l 

""' 

Building Energy Systems Program 

potential impacts of advanced static and dynamic materials. 
During our early analysis, insulating materials with 

variable resistances emerged as a concept to be investigated 
more thoroughly. Such materials would allow the interior of 
a building to be isolated from the environment during peri
ods when heat gains or losses increase use of cooling or 
heating energy. These materials would also permit a build
ing's interior to communicate "freely" with the environment 
when gains or losses through the envelope reduce energy 
consumption. We will continue to study the energy impacts 
of these and other promising materials during 1990. 
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Simulation Research 

F.C Winkelmann, B.E.Birdsall, W.F. Buhi, K.L. Ellington, 
AE. Erdem, J.M. Nata!, and E.F. Sowell 

The long-term objective of the Simulation Research Group 
(SRG) is to give architects, engineers, and researchers soft
ware tools that will assist in the design of energy-efficient, 
cost-effective buildings. Ongoing SRG research has two 
main emphases: to develop and maintain the current-gen
eration benchmark program, DOE-2; and to develop the next 
generation of building-performance calculation tools-the 
Energy Kernel System. 

DOE-2 is a public-domain computer program that per
forms an hour-by-hour simulation of a building's expected 
energy use and energy cost, given a description of a build
ing's climate, architecture, materials, operating schedules, 
and HV AC equipment. DOE-2 is widely used in the United 
States and in 36 other countries for designing energy-efficient 
buildings, for analyzing the impact of new technologies, and 
for developing energy conservation standards. 

The Energy Kernel System will provide the basic tools 
and information to allow SRG and other groups to develop 
future simulation programs. It will provide a mechanism for 
exchanging research results and technology advances and 
will form a basis for integrating performance simulation into 
computer-aided design (CAD) and expert-system software. 

DOE-2 
SRG maintains an ongoing research effort to develop 

enhanced versions of DOE-2. This work is divided into three 
parts: 1) introduction of algorithm description techniques 
into the code; 2) modeling of building-envelope components 
and systems; and 3) simulation of HV AC equipment and 
associated control systems. A new version of the program, 
DOE-2.1D, was completed in 1989 and has been released to 
the public. Major new features include: 

• User-defined junctions 
A new FUNCTION command added to the DOE-2 

SYSTEMS program permits expert users to modify or en
hance DOE-2 calcuhltions without recompiling the program. 
Users write their own algorithms in a FORTRAN-like lan
guage and place them in their input, along with information 
indicating how and where these new algorithms are to be 

used. This feature allows researchers to add new HV AC 
simulation features, such as innovative control schemes, 
which cannot be modeled by the regular DOE-2 calculations. 

• Improved fenestration calculation 
Because heat gain and loss through windows greatly 

affects the energy performance of most buildings, DOE-2 
window thermal calculations have been improved to calcu
late automatically the shading of diffuse solar radiation by 
neighboring buildings and by architectural elements such as 
overhangs (previously, onl y the shading of direct solar radia
tion was calculated); to more accurately calculate skyward 
infrared radiation loss from the building envelope, taking 
into account atmospheric conditions and architectural ob
structions; and to more accurately calculate the amount of 
sky diffuse radiation falling on windows and walls. 

• Desiccant cooling 
Several companies have been developing desiccant 

cooling systems in which a hygroscopic material such as 
lithium chloride removes moisture from the outside airstream. 
To regenerate the desiccant for further use, it is dried using 
hot air from a gas-fired heater. Gas-fired desiccant systems 
of this type can replace or supplement conventional electric
driven cooling systems; however, little is known about the 
economics of using desiccant systems in different climates, in 
different building types, and in different utility rate struc
tures. For this reason, SRG (with funding from the Gas 
Research Institute via theGARD Division of the Chamberlain 
Manufacturing Corporation) has created DOE-2 models to 
simulate the performance of a variety of desiccant systems 
currently under development. GRI will use these DOE-2 
models to identify the most cost-effective desiccant cooling 
schemes. 

ADVANCED SIMULATION 
The search for more efficient building designs has led to 

components, systems, and whole building structures that are 
extremely complex and therefore difficult to analyze. Be
cause existing programs such as DOE-2 were conceived in an 
era when design questions were much simpler than they are 
today, the analytic capabilities of these programs are funda
mentally limited. Modular, computationally efficient, eaSily 
extendible techniques are needed to accurately simulate new 
HV AC technologies and to model the thermal interactions 
between building-envelope components and HVAC sys-
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terns. Analysis of complex designs and advanced technolo
gies requires substantially improved programs for simulat
ing building performance. 

To continue to meet DOE's objective of providing up-tO" 
date, reliable analytical tools for researchers and designers, 
SRG has begun to research and develop new simulation 
techniques. The major effort in this area is development of a 
modular software environment (the Energy Kernel System, 
EKS) that will allow users to generate customized simulation 
programs to suit their particular analysis needs. EKS is 
intended to be an efficient way of creating models that can be 
used in a standalone fashion or integrated into multipurpose 

(a) • 
1 
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environments such as computer-aided design (CAD) sys
tems, expert systems, or energy management systems. 

SPANK: A Prototypical Energy Kernel System 
In 1986, SRG began to develop new software-the Simu

lation Problem Analysis Kernel (SP ANK)-as a working 
prototype of the EKS. SPANK views a simulation problem as 
a network: the nodes represent nonlinear equations, and the 
lines (called links or arcs) linking the nodes represent vari
ables in the equations. The network representation of a 
simulation problem is completely equivalent to describing 
the problem as a set of simultaneous, nonlinear algebraic and 

Massless Ceiling 

-3 Air 

2 

vzzzzzJzzzzzZl Massive Floor 

(b) 298 

296 T3: 
Air temperature 

72F :-G--&-4I 
294 I I 

I I 
I I 
I 
I 
I 
I 

292 I 

~ 

c:ro 
<1J 

"0 290 

a. 
E 59F <1J 288 ..... 

286 

0 10 20 30 40 50 

time (hours) 

Figure 1. To test the new Dynamic SPANK program, thermal behavior of a simplified room (a) was simulated. 
In this room, ceiling height is small (relative to other dimensions) and only the floor has heat capacitance. Heat 
balance at nodes 1, 2, and 3 yields simultaneous equations to be solved that represent exchange of long-wave radia
tion, convection to room air, and heat storage in floor. SPANK solution (b) shows calculated floor temperature vs. 
time for user-specified air temperature that varies between night and day setpoints (59 OF and 72 OF, respectively). 
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differential equations. The network representation facili
tates use of graph theory technique to minimize the number 
of iteration variables, thereby reducing the size of the prob
lem to be solved. 

A simulation problem in SPANK consists of a set of 
coupled equations that describe the physical system to be 
modeled. Each equation or relation among variables is 
known as a primitive object. Primitive objects may be com
bined into macro objects, which can be combined into even 
more complex macro objects. In this way, modules (sets of 
equations) that represent complicated physical processes or 
entities can be constructed from simple components. 

SYSTEMS 
(customized) 

r: 

DOE-2 

Applied Science Division 1989 Annual Report 

After the necessary objects-simple or complex-are 
defined or obtained from a library, the problem description 
is completed by linking the objects together, i.e., by specify
ing the variables common to given equations. (A graphical 
user interface is being developed to facilitate display and 
linking of objects.) SPANK then automatically creates a 
solution sequence (eliminating the need for users to generate 
procedural algorithms in FORTRAN or other language) and 
solves the equation set iteratively each timestep using New
ton-Raphson methods. 

Dynamic SPANK is a version of the program that solves 
time-dependent problems by integrating differential equa-

SPANK 
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Figure 2. Schematic of proposed DOE-3 program in which 
object-oriented techniques from SPANK are incorporated 
into DOE-2. DOE-3 users will simulate complex heating and 
cooling systems by connecting calculation objects represent
ing system components. Graphical editor permits display 
and linking of components on user's computer screen. 

- 8 -



Applied Science Division 1989 Annual Report Building Energy Systems Program 

tions. In 1989, for the first time, Dynamic SPANK was made to run. Figure 1 shows 
a sample Dynamic SPANK problem and its solution. 

Other major advances were made in 1989: 

• We developed a standard format for describing calculation objects for 
SPANK and other kernel-type systems. This format will make interna
tional exchange of calculation objects possible, thus saving duplication of 
effort. 

• We implemented an interface between SPANK and Macsyma, a symbolic 
manipulation program. The resulting package automatically creates the C 
code for SPANK objects from equations input by the user in symbolic form. 

• We formulated an improved input language for SPANK that permits 
different integration methods to be specified as objects. 

In 1990, we will continue to maintain and support the DOE-2 program and to 
publish the quarterly DOE-2 User News. With co-funding from California utility 
companies, we will begin work on DOE-2.1E; new features will include simulation 
of advanced glazings with switchable solar-optical properties, models for residen
tial and commercial evaporative cooling systems, and simulation of ice and eutectic 
thermal-energy storage. 

SPANK development will continue, emphasizing implementation and testing 
of the graphical user interface. 

Work will begin on DOE-3, a hybrid program (Fig. 2) in which SPANK's object
oriented simulation techniques are to be incorporated into DOE-2. DOE-3 will 
permit new HV AC technologies to be modeled without requiring time-consuming 
modifications to be made to the DOE-2 code. Using DOE-3, users will simulate 
complex HV AC systems by graphically linking component models for system 
components such as fans, coils, heat exchangers, and controls. 
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