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Approximately 38% of the 
energy consumed in the 

United States is used in 
buildings. Reduction of infiltration and 
ventilation in buildings holds great 
potential for saving energy since the 
energy use associated with conditioning 
and distributing ventilation air is about 
5.5 quads per year. However, since ven
tilation is the dominant mechanism for 
removing pollutants with indoor sources, 
reduction of ventilation can have ad
verse effects on indoor air quality, and 
on the health, comfort and productivity 
of building occupants. 

The Indoor Environment Program in 
the Energy and Environment Division 
at LBL was established in 1977 to con
duct integrated research on ventilation, 
indoor air quality and energy use and 
efficiency in buildings for the purpose 
of increasing energy efficiency in build
ings while maintaining or improving 
occupant health and comfort. The Pro
gram is part of the Center for Building 
Science at LBL. Research is conducted 
on buildings energy use and efficiency, 
ventilation and infiltration, and thermal 
distribution systems; on the nature, 
sources, transport, transformation and 
deposition of indoor air pollutants; and 
on exposure and health risk associated 
with indoor air pollutants. Pollutants 
of particular interest include radon; 
volatile, semi-volatile and particulate 
organic compounds; and combustion 

emissions, including environmental 
tobacco smoke, CO, and NO, 

Research on exposure and risk analysis 
for indoor air pollutants provides a broad 
perspective on indoor air quality and 
associ a ted health and comfort risks. 
It also helps to establish the relative 
significance of various categories of 
pollutants and to focus research efforts. 
New exposure metrics and risk assess
ment methods, based on understanding 
of fundamental biological processes, 
are developed as f)art of this effort. 

Studies of whole buildings are under
taken in field experiments. Relation
ships between human health comfort 
and productivity and environmental 
and building factors are investigated in 
such studies. Whole building field 
studies are also undertaken to under
stand building and subsystem dynam
ics with respect to energy and air move
ment and to develop representative 
databases of building characteristics for 
modeling energy use in U.S. buildings 
as well as population exposures to 
indoor poilu tan ts. 

Air infiltration and ventilation rates are 
measured and modeled for residential 
and commercial buildings in order to 
understand energy transport and ther

·mallosses from various components of 
building shells and ventilation systems. 
Methods for reducing energy losses are 
developed based on these studies. The 
effectiveness of various ventilation sys-
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terns for pollutant removal is also inves
tigated. Methods for characterizing ven
tilation and building energy use are 
developed for experimental and applied 
uses. 

Indoor air quality studies focus on 
understanding the dynamic processes. 
within buildings which control pollut
ant sources, transport, transformation, 
deposition, re-emission and removal. 
Spatial and temporal variability of pol
lutants are also characterized. This re
search provides the basis for developing 
models for population exposures to var
ious types of pollutant exposures. 

Research on control technologies and 
strategies is directed toward develop
ment of those which are the most cost
and energy-effiCient for each class of 
pollutant. Since source controls are 
often the most effective and energy
efficient method for improving indoor 
air quality, emissions from various 
types of indoor sources (combustion 
sources, building and furnishing mate
rials, consumer products, office equip
ment, etc.) are characterized with 
respect to chemical composition and 
rates of emission. Entry of soil gases, 
containing radon and organic pollut
ants, into buildings is investigated 
through modeling and field measure
ments. The effects of ventilation and 
other control methods on source 
strengths and energy usage are also 
investigated and evaluated. 
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Energy Performance and Ventilation 
in Buildings 

Thermal Performance of Nonresidential Buildings 

Cooling of nonresidential buildings 
contributes significantly to consumption 
of electrical energy and to peak power 
demand. This energy consumption can 
be reduced by reducing the cooling load 
of the building, reducing the require
ments of mechanical cooling, or improv
ing thermal distribution within the 
building. 

The fans used to transport cool air 
through the ducts consume a significant 
amount of electrical energy used to cool 
buildings. If ventilation and thermal 
conditioning of buildings are separated, 
the amount of air transported through 
buildings can be reduced significantly. 
In this case, cooling is provided by radi
ation, using water as the transport me
dium (hence these systems are called 
"hydronic"), and the ventilation is pro
vided by outside air systems without 
having to recirculate air. Not only does 
this improve comfort conditions, it in
creases indoor air quality and improves 
the control and zoning of the system. 
Due to the physical properties of water, 
radiant cooling systems can remove a 
given amount of thermal energy for 
pumping using less than 5% of the other
wise necessary fan energy. Although 
the fresh air necessary for ventilation 
will still be distributed through ducts, 
the electrical load for duct fans can be 
reduced to approximately only 25% of 
the original. 

Compared with conventional "all
air" systems, hydronic cooling systems 
have these advantages: 

• Due to the large surfaces available 
for the heat exchange, the coolant 
temperature is only marginally 

lower than the room temperature. 
This allows the use of either heat 
pumps with high COP values or 
alternative cooling sources. 

• Hydronic cooling systems reduce 
problems caused by duct leakage, 
as the ventilation air has signifi
cantly reduced flow and is condi
tioned to equal the room tempera
ture rather than the typical cooling 
supply air temperatures. 

Hydronic cooling systems togetl).er 
with heavy construction can reduce 
peak cooling power demand signifi
cantly. The thermal storage of high 
structural mass helps to shift the peak 
building cooling to off-peak hours and 
allows the use of night tooling to fur
ther reduce compressor cooling. 

A different approach for reducing the 
energy consumption in non-residential 
buildings is to use an economizer. Air 
economizers decrease the requirements 
of mechanical cooling by using cool 
outdoor air instead of mechanically 
cooled air. If outside air is cool enough, 
the outdoor air and recirculated air are 
mixed to maintain the desired supply
air temperature necessary to remove 
the cooling load. If the desired supply
air temperature cannot be maintained 
by mixing the two air streams, the supply 
air is cooled mechanically. Outdoor air
flow is reduced to its minimum if the 
outside air conditions are judged worse 
than those of the return air. 

Our work shows that the use of an air 
economizer improves the energy effi
ciency of conventional air handling 
systems that supply constant airflow; 
however, no economizer control strategy 

works best under all circumstances. 
Different criteria must be used in dry 
and humid climates to decide when the 
outside air supply should be reduced to 
a minimum. 

Detailed studies for buildings in 
moderate climates show that mechanical 
cooling may become redundant if the 
envelope is improved, the thermal stor
age performance is increased, and the 
air-handling system is equipped with 
an economizer. 
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Thermal Energy Distribution Systems 

Thermal-energy distribution systems 
represent the vital link between heating 
and cooling equipment and conditioned 
building spaces. In the United States, 
approximately 10 quads of primary en
ergy annually passes through generally 
inefficient thermal distribution systems 
in buildings. Moreover, the load shape 
due to inefficient distribution systems is 
often more peaked than general space 
cooling demand, implying that distri
bution efficiency improvements can 
provide even larger savings in peak 
electricity demand. 

In FY 1990, we initiated a multiyear 
research program that focused on im
proving the efficiency of thermal energy 
distribution systems. Cosponsored by 
the California Institute for Energy Effi
ciency and by the Department of Ener
gy, this program consists of research 
projects focusing on residential air dis
tribution systems (summarized below), 
on localized distribution systems, on 
direct cold-air distribution systems, and 
on friction-reducing additives for 
hydronic distribution systems in com
mercial buildings (being performed at 
UC Santa Barbara). 

Improving Residential Air 
Distribution Efficiency 

In FY 1991 our research on residential 
air-distribution efficiency focused on 
characterization of field performance, 
development and refinement of simula
tion tools, and evaluation of the national 
energy savings potential of improving 
thermal distribution systems in residences. 
In FY 1992 our focus was shifted toward 
solving the problems identified with 
these distribution systems. Our efforts 

included: 1) technology development, 
2) development of efficiency-improve
ment protocols, 3) analysis of system/ 
building/ equipment interactions, and 
4) development of a framework for 
characterizing the performance of resi
dential distribution systems. 

Regarding technology development, 
our most significant result was the 
proof of concept of an aerosol-based 
technology that can seal ducts from the 
inside. This technology should be able 
to remotely seal inaccessible ducts, and 
simplify the sealing process in moder
ately accessible systems. Laboratory 
experimentation and theoretical model
ing was used to define the appropriate 
techniques for maximizing sealant de
livery to the leaks, and lab experiments 
confirmed that leaks of 3-5 mm in diam
eter located 3-5 meters from the aerosol 
injection point could be sealed within 
10 minutes. Regarding protocol devel
opment, both new and existing building 
protocols were developed this year. For 
new construction, a duct leakage com
missioning protocol was tested in 20 
houses. This protocol is based on direct 
pressurization of the duct system during 
the rough-framing construction stage, 
at which time leaks are still accessible. 
We found that, using this technique, 
the leakage of these systems could be 
reduced by 50% on average within 30 
minutes. 

Two manufacturers are now market
ing devices specifically designed for 
this type of commissioning. For existing 
construction, we worked with a local 
electric utility to develop a protocol for 
retrofitting residential duct systems. 
This protocol includes insulation as 

well as sealing, and may also include 
installation of a return-plenum whistle 
to indicate when air filters are dirty. 
This protocol will be field tested in 
FY93, including direct measurements of 
the interactions between duct improve
ments and the heating/cooling equip
ment. A major accomplishments this. 
year was the development of a potential 
framework for rating the efficiency of 
residential distribution systems. The 

· objective of this effort was to develop a 
yardstick by which the efficiencies of 
alternative distribution systems could 
be compared. The yardstick developed 
can be used to compare the efficiencies 
of ducts located in attics with those lo
cated in crawl spaces or basements, as 
well as with hydronic distribution sys
tems. Interactions between distribution 
system performance and heating/ cool
ing equipment are accounted for, as is 
the energy used for transport. This ef
fort relied heavily on our detailed simu
lation tool, which was used to separate 
out the direct effects of distribution effi
ciency improvements from interactive 
impacts. Future efforts will include field 
measurements to determine all of the 
components of this Figure of Merit 
(yardstick), as well as comparisons with 
other detailed simulation tools. 

Investigators -
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Alternatives to Compressor Cooling for Residences: 
Development of a "Smart" Ventilative CoolingSystem 

Ventilation has been identified as the 
prime candidate to replace compressor 
cooling in moderate climates. Two ven
tilation methods are being considered: 
1) direct cooling ventilation where ven
tilation air is supplied when cooling is 
desired, and 2) thermal storage ventila
tion where ventilation air is supplied 
primarily during non-cooling periods to 
reduce the temperature of the thermal 
mass of the building. 

Direct cooling ventilation works by 
removing internal heat gains. The cool
ing effect of direct ventilation is en
hanced because people feel cooler when 
air is moving over them. This is in part 
a result of air motion increasing the rate 
of evaporation from the skin. The direct 
cooling method is used typically in cli
mates that are not extreme (outdoor 
temperatures below 32°C) and that have 
small diurnal temperature swings (less 
than 10 K). 

Thermal storage ventilation works 
well in climates with large diurnal tem
perature swings. Air is supplied to the 
building during cool periods, both cool
ing the indoor air and storing "coolth" 
in the structure. Ventilation is reduced 
when the outdoor temperature rises. 
The indoor temperature rises more 
slowly tha11 the outcioor temperature 
because the cool structure absorbs heat 
from the indoor air. Thermal energy 

· storage is a means of accommodating 
delay between the availability of cool
ing resources and the need for building 
cooling load. Both the charging and 
discharging of the storage-medium can 
be either passive or active. 

The passive/passive case corre
sponds to thermal storage ventilation 
(cool night air removes heat from the 
structure and then the structure absorbs 
heat during the day). A passive/active 

combination may be used when night 
air is too cold for continuous night ven
tilation of the structure. The cold air 
can be directed to an isolated storage 
medium and then, when necessary, 
heat can be absorbed by the medium. 
Both methods of ventilation cooling 
may be either natural or induced. 
Induced ventilation must be used when 
the natural driving forces are inade
quate or when the large openings in the 
building envelope that are required for 
natural ventilation would create an un
acceptable security problem. Induced 
ventilation is also easier to control using 
electro-mechanical devices. 

Control of many of the alternative 
systems is inherently more complex 
than compressor cooling. Ventilation 
can be difficult to control manually. 
Ventilation systems should be off when 
the outdoor temperature is higher than 
the indoor temperature. Automatic con
trol of ventilation requires at least a 
knowledge of both the indoor and the 
outdoor temperatures and optimal con
trol requires information about humidi
ty, time of day, heat capacity of the 
residence, etc. The control problem is 
more complicated when ventilation is 
combined with other strategies (e.g., 
evaporative cooling). 

Although ventilative cooling has the 
potential to replace compressor cooling 
in transition climates, certain require
ments have to be met by the building 
envelope to guarantee the success .. A 
parametric study using a building sim
ulation model th~t incorporates mod
ules for each strategy will be used to 
identify the most promising envelope 
measures. 

Investigators -

H.E. Feustel 
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Existing Building Efficiency Research 

This research is part of the DOE
HUD initiative launched in response 
to the National Energy Strategy's di
rective to improve the energy efficien
cy in public housing. Under the 
Initiative's guidance a collaborative 
project has been established to dem
onstrate energy efficiency in public 
housing as part of a utility's demand 
side management (DSM) program. 
The partners in this project include 
the U.S. DOE Boston Support Office, 
the'Boston Edison Company, the 
Chelsea Housing Authority, with 
technical support from the Citizens 
Conservation Company and two 
national laboratories, ORNL and LBL. 
The_demonstration site is: the Margol
is Apartments, a 150-unit high-rise 
apartment building for the elderly 
and handicapped, located in Chelsea, 
Massachusetts, in the greater Boston 
metropolitan area. 

As part of the technical assessment 
of the project, LBL.conducted a four
day survey to measure the ventilation 
and infiltration rates of the Margolis 
Apartments. The primary objective of 
the survey was to collect the necessary 
data in order to characterize the im" 
pact of air leakage retrofits on energy 
use and air quality in a modern high
rise apartment building. 

The Margolis Apartments building 
was designed in 1973-1974 and is typ
ical of high-rise construction from 
that period. The building has thirteen 
stories and is of concrete bearing-wall 
construction. The individual apart
ments have electric resistance heaters, 
double-pane windows, and mechani
cal exhaust ventilation in the kitchen 
and bathroom. 

The-kitchen and bathroom fans for 
each apartment are exhausted into 
separate vertical shafts that have ex
haust fans located on the roof. The 
supply air system for the building is 
provided by a fan and heating unit 
on the roof that connects to a vertical 
shaft that has supply registers to the 

4 

main hallway on each of the floors. 
We measured the air leakage in nine 
apartments using blower doors. In 
three of these apartments we mea
sured the leakage to the adjacent 
units, either to the neighboring apart
ment or to the one above or below. 
Leakage to each side-by-side unit was 
about 2% of the total. Leakage to an 
apartment either above of below was 
about 8% of the total. Leakage to the 

·hallway was estimated to be about 4% 
of the total. These values are similar 
to the results from measurements of 
other new apartment buildings. 

None of the roof-mounted exhaust 
fans were working atthe time of our 
audit. We repaired two of the units 
and were able to make measurements 
of their-performance. Measurements 
of the loads on the fan motors showed 
that they were running at about 50% 
load except for the kitchen exhaust, 
which was at 170% of rated full load;· 
probably due to bad bearings or a 
faulty motor. The motors used were 
1 I 4 HP while the designed specs call 
for 1 I 6 HP motors. The fans them
selves looked in good condition, 
although most of the V-belts that con
nected the motors to the fans were 
broken. It is possible thal many of the 
exhaust systems could be made oper
ational by simply replacing the V-belts 
and/or motors. 

Ventilation rates were measured 
using tracer gas in two apartments in 
various configurations of exhaust ven
tilation. With no exhaust ventilation· 
we found typical rates to be about 0.2 
air changes per hour (ACH). These 
ventilation rates are belowthe ASHRAE 
standards. Operation of the building 
supply system and the exhaust sys
tems increased the ventilation rate to 
0.44 ACH. If the mechanical ventila
tion systems were operating at their 
designed flows, the apartment venti
lation rates might well meet the 
ASHRAE standard without excess 

ventilation. Operation of the apart
ment's kitchen exhaust fan indicates 
that it has a flow much larger than 
the designed value, while the bath
room exhaust fan is only somewhat 
larger than its design value. 

We emphasize that these ventila
tion rates are valid only under the 
weather conditions found during 
these measurements. It is likely that 
there would be variations with the 
seasons and operation of other ex
haust systems. In addition, units 
located in other parts of the building 
might experience very different venti
lation rates. Measurement of the frac
tion of air that is coming from other 
apartments compared to outside was 
beyond the scope of the audit. For 
these and other reasons, we plan to 
model the-building air flows using 
simulation programs. 

Investigator -
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Residential Leakage and Ventilation Measurement 

Heat and mass transfer caused by 
pressure-driven airflow is an important 
process for determining environmental 
quality as well as energy requirements 
of buildings. Heat, moisture, and con
taminants are all transported by air 
movement between the indoors and the 
outdoors as well as between different 
zones within a building. Appreciation 
of these airflows is critical to understand
ing the performance of buildings. 
Although direct measurement of airflows 
can be made, it is more practical to use 
diagnostic properties of the house to 
calculate the airflows of interest. 

The key diagnostic for air flow deter
minations is the air leakage. LBL has 
provided leadership in the development 
and standardization of air leakage mea
surement techniques for whole build
ings, multiple spaces, and distribution 
systems. We work with the American 
Society for Testing and Materials (ASTM) 
to get the results of our research incor
porated into consensus standards and 
thus to the user community. 

LBL is currently working with ASTM 
committee E6.41 on developing or re
vising standards on both leakage and 
tracer gas measurement. Standard E779 
on fan pressurization is currently under 
revision and standards on duct leakage 
and multizone leakage ar.e under devel
opment. Standard E741 on the use of a 
single-tracer gas to measure ventilation 
is also under revision. Current work is 
focused on providing results suitable 
for publication in the proceedings of an, 
ASTM-sponsored symposium (October 
1993) which will ultimately be used 
during the standards process. 

Whereas diagnostic techniques can be 
used to characterize the building; venti
lation measurements are needed to 
determine how the characteristics affect 
the air flows. Virtually all ventilation 

measurements use the dilution ofa 
tracer gas. The majority of such mea
surements have been made for a single 
zone using a single tracer gas. In recent 
years, the need to determine ventilation 
rates/air flows in complex buildings 
has become more acute, and many 
researchers have been devoting an effort 
to the problem. LBL uses its Multi-Tracer 
Measurement System (MTSM) to make 
such measurements. 

As part of a research project spon
sored by the Electric Power Research 
Institute (EPRI), we have been measur
ing interzonal airflows in single-family 
and multifamily homes in the Pacific 
Northwest. These measurements are 
being used to assist in determining the 
accuracy of ventilation modeling and 
in the determination of distribution sys
tem effects. The data are currently being 
analyzed and combined with other data 
sets to l5e included in EPRI reports and 
in the upcoming ASTM symposium. 

The test methods and characteriza
tion efforts are used by professional 
societies such as the American Society, 
of Heating, Refrigerating and Air 
Conditioning Engineers (ASHRAE) to 
set standards of professional behavior 
through handbooks and design 
standards. We work actively with 
ASHRAE through its technical and 
standards committees. 

Investigators -
M.H. Sherman 
D.J. Dickerhoff 
M.P. Madera 
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International Studies in Ventilation 

The Conjunction of Multizone Infil
tration Specialists (COMIS) workshop 
held at LBL coordinated a multinational 
team of experts to develop a multizone 
airflow model on a modular basis. The 
group at LBL focused on the output 
routines to maximize the final program's 
ease of use and the development of a 
Time Management System (TMS). The 
program has been linked to a spread
sheet program to use the graphics capa
bilities available for PC-type computers. 
Macros were developed to allow use of 
the available output options by users 
unfamiliar with the spreadsheet pro
gram. Additional output options to cre
ate tables for selected parameters were 
also installed. 

Within the framework of an Annex 
adopted by the Energy Conservation in 
Buildings and Community Systems 
program of the International Energy 
Agency, we have been studying physi
cal phenomena causing airflow and 
pollutant transport (e.g., moisture) in 
multizone buildings. Special emphasis 
is given to providing data necessary to 
use the COMIS model (e.g., wind pres
sure distribution, default values for 
leakage of building components, rna te
rial properties like absorption and 
desorption). An important part of this 
annex is the comparison between model 
results and results from in-situ tests. 
Before these data sets can be used for 
model evaluation, however, internal 
model comparisons based on benchmark 
buildings must be performed. 

The multinational experts comprising 
COMIS undertake different coordinated 
tasks including model development, 
data acquisition and analytical studies. 
The Annex is scheduled to span a four
and-a-half year period. To reach these 
objectives the project is divided into 
three subtasks: 

• System development: A multizone 
air flow and pollutant transport 
model is being developed on the 
basis of the 
COMIS model by developing flexi
ble expert routines, incorporating 
additional modules, and develop
ing user-friendly interfaces for in
put and output. The coupling with 
a thermal building simulation 
model will be demonstrated within 
this project. 

• Data acquisition: Data sets are b~
ing obtained for evaluation and as 
input for the model. 

• System evaluation: The model will 
be evaluated using data obtained 
from subtask 2. Sensitivity of the 
model to the quality of input data 
will be determined. 

Results of these subtasks will be pre
sented to researchers and consultants. 
These results will assist in promoting 
energy-efficient building designs. 

Close cooperation among the COMIS 
team-members is envisioned, mainly 
with regard to state-of-the art reviews, 
data collection, coordination of work, 
e.g., defining cases for evaluation with 
other pertinent projects. As part of its 
ongoing work plan, the Air Infiltration 
and Ventilation Centre (AIVC) will 
disseminate the results of this particular 
Annex. A database for evaluation has 
already been prepared by AIVC. 

Lawrence Berkeley Laboratory is 
managing the Annex on behalf of the 
U.S. Department of Energy. By the end 
of FY 1992, Belgium, Canada, France, It
aly, Japan, The Netherlands, Switzer
land and the USA had officially 
committed to the Annex. 

Investigators -

H.E. Feustel 
B.V. Smith 
P. Hoehlein 

A. Klingler 
U. Riemann 
R. Winkelmann 
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Physical and Chemical Characterization 
of Indoor Air Pollutants 

Comparison of Methods for Measuring Concentrations of 
Total Volatile Organic Compounds in Indoor Air 

Increasing emphasis is being placed 
on the measurement of total volatile 
organic compounds (TVOC) as an 
indicator of indoor air quality. It has 
been hypothesized that such a mea
sure is a predictor of sensory irrita
tion. The measurement of TVOC is 
also being used as a screening tool to 
determine if indoor environments are 
contaminated above typical levels. 

There is currently no standard, or 
single, widely accepted method for 
TVOC measurement that is directly 
applicable to studies of indoor air 
quality. In the absence of standard 
methods, a variety of procedures 
have come into practice. Results can 
vary widely due to the different sam
pling, analytica"l, and data analysis 
techniques that are employed. 

This investigation compared a sim
ple flame-ionization detector (FID) 
method for TVOC measurement with 
a previously published gas chroma
tography-mass spectrometry (GC-MS) 
method that is based on total-ion 
current relative response faCtors. A 
direct reading, infra-red gas monitor 
was also included in the comparison. 

In laboratory experiments with 
eight known test atmospheres, the 
GC-MS method had good precision 
and acceptable accuracy when the 
measured and predicted compound 
concentrations were compared. The 
FID method, which primarily responds 
to carbon, demonstrated good preci
sion and accuracy when the measured 
values, calculated as concentrations of 
carbon, were compared to the predict
ed carbon concentrations for the test 
atmospheres. For the infrared gas 
monitor, however, the ratios of the 
measured to predicted con"centrations 
varied over two orders of magnitude. 

It was concluded that the infrared gas 
monitor is an inappropriate tool for 
measuring TVOC in gas mixtures of 
varying and unknown composition. 

Samples of indoor air collected in a 
variety of buildings with different 
sources of vola tile organic compounds 
were analyzed by both the FID and 
GC-MS methods, and the results were 
compared. When the results of both 
analyses were expressed as hydrocarbon
equivalent concentrations, they were 
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found to be similar and highly corre
lated, with the GC-MS values about 
20% higher, on average. The compar
ison between the analyses is shown 
(Figure). In conclusion, the inherent 
simplicity and low cost of the FID 
method make it an attractive choice a~ 
a screening tool for TVOC. 

Investiga.tors -
A. T. Hodgson 
J.D. Wooley 
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GC-MS total-ion-current relative response factor (TIC RRF) 
measurements ofTVOC as hydrocarbons versus FlO .. 
measurements of TVOC for samples of indoor and outdoor air. 
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Chemical Characterization of Environmental Tobacco Smoke 

Environmental tobacco smoke 
(ETS) is a complex mixture of over 
4000 chemicals distributed between 
the vapor and particulate phases. 
ETS consists of diluted and aged side
stream smoke emitted by the burning 
tobacco between puffs, with smaller 
contributions from exhaled smoke 
and smoke emitted into the room 
during puffs. Because approximately 
50 million Americans are smokers, 
almost every non-smoker is exposed 
to ETS to some degree. A growing 
body of scientific evidence shows that 
exposures to ETS increase risks of lung 
cancer, heart disease, respiratory in
fections in young children and exacer
bation ofasthma in children. Despite 
the significance of-ETS exposures, 
chemical and physical characteriza
tion of the complex environmental 
mixture has been very limited and· 
relationships between exposure and 
dose are not well understood. 

Research is underway in the Indoor 
Air Chemistry Group to characterize 
the vapor-partide partitioning and 
particle size· distributions of the poly
cyclic aromatic hydrocarbons (PAH) . 
in ETS, .under various environmental 
conditions. The purpose of this work 
is to increase understanding of the 
relationships among exposure, lung 
dosimetry and health risks of ETS 
exposure. In order to determine 
vapor-particle partitioning and particle
size distribution ofP AH in ETS, both. 
sampling and analysis methods had 
to be developed. An analysis method 
for vapor and particulate P AH in ETS, 
which is both sensitive and selective,. 
has been developed: The method 
requires about one milligram of mate
rial for analysis. Samples are extracted 
and then passed through silica to sepa
rate the PAH-containing fractions. 
The fractions are then analyzed by 
high pressure liquid chromatography 
with dual programmable fluorescence 
detectors. Limits of detection for in
dividual PAH are of the order of 0.05 
ng/ gram of particulate matter. The 
relative precision of the method rang
es from 4% to 19%, depending upon 
individual PAH. 
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As part of this research, an integrat
ed organic vapor-particle sampler 
(IOVPS) has been developed. A size
selective slot impactor, with four size 
cuts between 0.1 and 111m and a sam
pling rate of 40 to 50 L/min, has also 
been designed, constructed and is 
currently being tested. The impactor 
was designed so that samples of ETS 
sufficiently large for chemical analysis 
could be collected within·a few hours. 
The impactor will be used to determine 
particle-size distributions of particu
late P AH and other organic species in 
ETS. 

In a second project initiated in 
August;·1992, emission factors are 
being determined for a wide range of 
toxic volatile organic compounds in 
simulated ETS and in fresh sidestream 
smoke from major brands of ciga
rettes smoked in California. Measure
ments of aldehydes, N-nitrosamines, 
18 other volatile organic compounds, 
respirable particles, nicotine, NO, and 
CO will be made in an environmental 
chamber. The effects of aging on 
emission factors for various compounds 
will also be investigated. 'The emis- . 
sion factors will be used to model 
California population exposures to 
toxic air pollutants from ETS and to 
identify those compounds for which 
ETS is the primary source of exposure. 

Investigators -

f. M. Daisey 
L.A. Gundel 
K.R.R. Mahanama 
5. V. Hering* 

*Aerosol Dynamics, Inc. 
Berkeley, CA 
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Physical Characterization of Environmental Tobacco Smoke 

One of the most important factors 
affecting deposition of environmental 
tobacco smoke (ETS) particles in the 
lung is the particle size distribution. 
We are undertaking experimental 
studies to examine the effects of sev
eral indoor environmental parame
ters, such as ventilation rate, mixing 
or circulation rate, smoking rate, tem
perature and relative humidity, room 
size, and aging, on ETS particle-size 
distribution. 

Numerous experiments have been 
conducted with Kentucky Reference 
cigarettes and several selected brands 
of commercial cigarettes in the Indoor 
Air Quality Research House. Side
stream smoke was generated by a 
surrogate smoker (cigarette smoking 

machine) and an actual smoker. Both 
total and size-segregated particle con
centrations were measured as a func
tion of time using a condensation 
nucleus.counter, a differential mobili
ty analyzer, and an optical particle 
counter. The chamber environmental 
parameters including relative humidi
ty, temperature, and flow velocity 
were also measured during and after 
the experiments. The chamber venti
lation rate was determined by moni
toring the decay of SF, tracer gas 
concentration. 

The observed ETS particle size dis
tribution is fit reasonably well by the 
lognormal distribution. The geometric 
mean diameter, d., and the geometric 
standard deviation, s,, have been cal-
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- Figure. 
Particle size distribution of environmental tobacco smoke at 
different times after cigarrete is burned. t = time after igniting 
cigarette; N0 = total number concentration/; dx =geometric 
mean diameter; ax = geometric standard deviation. 

/ 

culated by fitting the experimental 
data. The size distribution changes 
with time due to particle coagulation, 
deposition, and removal by ventila
tion. Initially, d,is 0.14 11m; with s, 
1.83. After 10 hours, the mean size is 
larger, with d, 0.19 11m, and the size. 
distribution is narrower, with s, 1.59. 
Since the smaller particles coagulate 
to form the larger particles, the·decay 
of smaller particles in the number 
concentration is faster than that for 
the larger particles (Figure). 

Particle coagulation was simulated 
with a numerical model for various 
experimental conditions. For. the case 
of low air exchange rate (-0:03-ACH) 
and natural mixing in the.chamber, 
the particles with a size smaller than 
0.25 11m decrease and the larger parti
cles increase in number concentra
tions by coagulation. However, the 
coagulation has very little influence 
on the particles with a size larger than 
0.43!-!m. 

Removal of ETS particles by depo
sition on interior walls is dependent 
on particle size and air circulation. 
Higher air flow turbulence in the 
chamber can transport more particles 
to the wall and increase the deposi
tion. Particle deposition rates were 
determined from the measured con~ 
centrations after correcting for the 
influence of coagulation and ventila
tion. It was found that the particles 
with the size from 0.'2 to 0.4 11m have 
the lowest deposition rates. Combin
ing the information from coagulation 
and deposition, we may explain the 
observed number concentration peak 
that appears near 0.2 11m. 

Investigators -

M.Xu 
R. Sextro 
M. Nematollahi 

9 

· . .-.-· 



LBL Energ)' & Enviro-nmentDivision: Indoor Environment Program 1992 Annual Report 

Development of a New Integrated Organic Vapor Particle 
Sampler for Polycyclic Aromatic Hydrocarbons in Indoor Air 
and Environmental Tobacco Smoke 

Accurate measurements of phase 
distributions of polycyclic aromatic 
hydrocarbons (P AH) in indoor air and 
environmental tobacco smoke (ETS) are 
needed in order to assess exposure to 
carcinogenic compounds, since lung 
deposition patterns of PAH depend on 
the distribution of the P AH betWeen the 
gas and particle phases. Sampling for 
gas-phase organic polycyclic aromatic 
hydrocarbons (P AH) has depended on 
use of sorbent beds filled with XAD or 
Tenax resin beads. Since such beds fol
low filters, desorption of semi-volatile 
compounds from the filters or collection 
of gases by the filters can lead to incor
rect measurements of gas-phase con
centrations. To avoid these artifact 
problems we have developed an inte
grated organic vapor-particle sampler 
(IOVPS; Fig. 1) based on a new XAD-4-
coated annular denuder, which strips 
the gas phase species from the airstream 
before collection of the particles on a 
Teflon-coated glass fiber or Teflon filter. 
An annular denuder is a glass cylinder 
with a glass rod fixed inside, forming 
an annulus through which air is pulled. 
The exposed surfaces of the annulus 
have been sandblasted and coated with 
ground XAD-4 resin. The coated annu
lus traps gas-phase species rather than 
particles because gas diffusion veloci
ties are much faster than the particle 
diffusion velocities of the sampled air 
stream. In the IOVPS the gas phase 
components are adsorbed at the walls, 
but the particles are collected down
stream of the denuder on a filter. A 
denuder or sorbent trap downstream of 
the filter collects any semi-volatile 
species which evaporate from the filter 
during sampling. The IOVPS makes 
possible determination of accurate 
phase distributions which are based on 
direct measurements of both gas and 
particle phase concentrations. 

This year's efforts focused on devel
oping the coating technique, refining 
analytical methods for the semi-volatile 
P AH, and performing field tests of the 
IOVPS in indoor air. When a gaseous 
compound that is supposed to be 
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trapped by a bed or filter is found 
downstream of the bed or filter, this is 
known as a "breakthrough." Break
throughs occur most commonly for 
highly volatile compounds. The princi
pal goal of the field testing program 
was to find optimum sampling condi
tions for minimum breakthrough of the 
semi-volatile species naphthalene and 
its methyl-derivatives. The naphtha
lenes are the most volatile of the semi
volatile PAH. Breakthrough was evalu
ated by sampling indoor air and then 
determining PAH concentrations on 
each of three denuders which had been 
arranged in series upstream of a filter. 

FILTER PACK 

d3 
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dl 
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- Figure!. 

The percentage recovery on the first de
nuder is shown for the naphthalenes 
(Fig. 2) for flow rates of 5, 10 and 20 
L/min and sampling times of 3 and 6 
hours. Recovery decreased as flow rate 
and sampling time increased beyond 
5 L/min and 3 hours, respectively. 
Recovery increased as the molecular 
weight of the semi-volatile PAH in
creased. Even for 20 L/min, the totaf 
recovery of gas-phase naphthalenes 
agreed with the amount found on par
allel sorbent bed samplers operated at 
the same flow rate. 

Because of the development of a new 
cleanup technique and the sensitivity of 

(PUMP) 

i 

CYCLONE 

Schematic diagram of tlze integrated organic vapor-particle sampler. 
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a newly developed dual fluorescence 
detector high-performance liquid chro
matography method, good precision 
has been obtained with the sampler, for 
determination-of the phase distribution 
of PAH in indoor air and ETS, in as lit
tle as one hour of sampling. Detection 
limits (for sampling at 10 L/min) for 
phenanthrene, anthracene, pyrene and 
chrysene were 10, 0.5, 0.1 and 1 ng/m' 
respectively, for gas-phase concentra
tions. Particulate phase detection limits 
for the same compounds were 0.2, 0.6, 
0.1 and 0.3 ng/m', respectively. 
· Preliminary results indicate that the 

phase distributions of these four com
pounds are significantly different when 
measured with the IOVPS, compared to 
a conventional sorbent bed sampler. 
For indoor air with no combustion 
sources, the gas phase concentrations of 
these compounds measured with the 
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IOVPS averaged about half of those 
found with a sorbent bed sampler. For 
ETS the concentrations of these com
pounds measured with the IOVPS aver
aged 70% of those found with the 
sorbent bed sampler. Since the IOVPS 
and the sorbent bed gave identical re
sults with the most volatile of the semi
volatile compounds (naphthalene), 
these results indicate that the sorbent 
bed was over-counting the gas-phase 
concentrations (i.e., had a positive arti
fact), and preceding filter was corre
spondingly undercounting the particle 
phase concentrations. The field testing 
program established that the observed 
differences in phase distribution were 
not due to sampling efficiency differ
ences. The results indicate that the 
IOVPS can be used to determine phase 
distributions of PAH in indoor air and 
ETS more accurately than has been 

Flow Rate 
(L/min) 

- Figure2. 

possible with sorbent bed samplers. 
"Proof of concept" has been estab-_ 

lished for the IOVPS. A patent applica
tion has been prepared for the coating 
procedure. During the next year, the 
IOYPS will be optimized further by use 
of a multi-channel configuration for the 
denuder. The IOVPS will be used exten
sively for measuring the phase distribu
tion of P AH in environmental tobacco 
smoke. 

••••••• Investigators -

L.A. Gundel 
J.M. Daisey 
K.R.R. Mahanama 
V.C. Lee 
R.K. Stevens* 

*U.S. Environmental Protection Agency 
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Percent recovery of naphthalene and its methyl derivatives on the first of 
three denuders, versus flow rate and sampling time. 
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Modeling Emissions of Volatile Organic Compounds from New Carpets 

In a previous study, the emissions of 
selected volatile organic compounds 
(VOCs) from samples of new carpets 
were measured under controlled condi
tions in a 20-m' environmental chamber. 
The concentrations ofthe VOCs in 
chamber air were monitored for over a 
week after placing the samples in the 
chamber. The concentrations of most 
VOCs quickly reached a peak and then 
decayed rapidly over the first 12 hours 
of the experiments. After this period, 
the decay rates slowed, with emissions 
of most compounds continuing for the 
entire week. The dominant VOCs emit
ted by the carpets were, for the most 
part, constituents of the polymer back
ing materials. These observations sug
gested that the polymer backings were 
acting as diffusive sources of the VOCs 
released into the chamber air. 

A simple physically-based diffusion 
model, which assumes that the emis
sions of VOCs originate from a finite 
layer of polymer backing material, is 
proposed·to describe the chamber data. 
It is assumed that all of the resistance to 
mass transfer is within the polymer 
layer. The basic model parameters are 
the initial concentration of the VOC in 
the polymer backing, the diffusion coef
ficient for the compound in the polymer 
(D), and the partition coefficient of the 
compound between polymer and air 
(K,). Values for these parameters were 
obtained from the experimental data, 
and where possible, compared to litera-

. ture values. 
The experimental-data and the best

fit model Curves for a carpet with a 
styrene-butadiene rubber (SBR) latex 
backing are shown in the Figme. The 

. concentrations of the VOCs in the poly
mer backing at the begjnning of the 
experiment and the polymer I air parti
tion coefficients were independently 
obtained.from experimeptal measure- . 
ments. Therefore, the iterative parame
ter estimation procedure had only one 
degree of freedom in the diffusion coef
ficient, D, which was obtained by fitting 
the model to the transient chamber con
centration data. The proposed model 
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provides a reasonable fit to the data for 
the four compounds. The observed 
values of D for these compounds are in 
good agreement with independently 
measured values for a range of VOCs in 
pure SBR. The observed values forK 
are also in reasonable agreement with 
values independently determined in 
SBR. 

The power of the proposed model 
lies in its ability to predict source 
strengths of VOCs into indoor air using 
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a few physically meaningful parameters. 
Only one of these parameters is ob
tained by fitting the model to the 
concentration data. The model may 
also prove useful for improving carpet 
design and manufacturing procedures 
to reduce emissions. 

Carpet 4 

100 
Elapsed time (h) 

Investigators -

f.C Little 
AT. Hodgson 
A GadRil 
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Experimental chamber concentrations with time and best-fit 
· model curves for carpet 4 with a SBR backing. STY= styrene; 
PCH = 4-phenylcyc/ohexene; VCH = 4-ethenylcyc/ohexene; and 
C2B = ethylbenzene + xylenes. 



There is mounting concern that popu
lations living near contaminated sites 
and landfills may experience elevated 
exposures to volatile organic compounds 
(VOCs). Recent research (Hodgson et 
a!., 1992; Little eta!., 1992) shows that 
soil gas can be an important pathway 
for subsurface transport of VOCs into 
homes. Among the mechanisms gov
erning the subsurface transport of VOCs, 
sorption onto soil grains plays a large 
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Soil Sorption· Kinetics 

role, as does the presence of moisture. 
To more closely examine the transport 
of VOCs in the relatively dry soil near 
houses, this study focused on the sorp
tion of VOCs and water vapor onto 
individual soil grains. 

Three soils were selected as represen
tative adsorbents: a synthetic soil matrix, 
prepared by the EPA; a soil from a 
Superfund site; and sand. The organic 
carbon content, specific surface area, 

• • • • 
--

pore size distribution and grain density 
were measured, and the three soils were 
found to have significantly different 
properties. Two VOCs commonly 
found at contaminated sites, benzene 
and trichloroethylene, as well as water 
vapor were chosen as sorbate species. 
Sorption experiments were performed 
with a Cahn-1000 electrobalance enabling 
the determination of both sorption 
kinetics and isotherms. The gas-phase 
concentration of the VOCs was varied 
between 100 ppm, and 1,000 ppm, .. 
Water vapor was varied between a rela
tive humidity of 10% and 90%. 

0.6 / •.. ...... /. 

The sorption isotherms of VOCs onto 
dry soil were found to be non'-linear, 
which is in contrast to the sorption be
havior in saturated aqueous systems . 
The rates of VOC sorption and desorp
tion on soil grains were relatively slow 
although sorption was found to be faster 
than desorption. A pore diffusion 
model accounted for the relatively slow 
kinetics. In addition, the asymmetry 
between the rates of sorption and de
sorption was resolved by coupling the 
non-linear Freundlich isotherm to an 
intraparticle diffusion model. For 
benzene, trichloroethylene, and water, 
the coupled model provided reasonably 
good fits to the experimenta-l data for 
both sorption and desorption using 
only one adjustable parameter, an effec
tive diffusivity (Figure). After allowing 
for Knudsen diffusion in small pores, 
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Figure. 

Sorption kinetics for benzene at 650 ppm,. onto SSm where 
Mt/M_is the cumulative mass gain relative to that at 
equilibrium, (D,t/a')' 12 is the square root of dimensionless time,-
De is the effective diffusivity,a is grain radius, and tis time. 
Filled symbols denote desorption data. Model predictions are 
shown as a solid line for sorption, dashed line for desoiption. 
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,.-- the estimated pore diffusion coefficients 
were used to calculate tortuosity factors 
which lay in the physically r_easonably 
range of 3 to 12. This suggests that the 
model has a strong physical basis.and 
that sorption kinetics could be predict
ed using only the sorption isotherm and 
a knowledge ofthe soil grain character-
is tics. 

Investigators -
T.-F. Lin 
f.C. Little 
W. W. N,_azaroff 
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Pollutant Emission Rates from a Radiant Fiber-Matrix Gas Burner 

Pollutant emissions from combustion 
appliances can contribute significantly 
to indoor and outdoor air pollution. 
Individual unvented and malfunctioning 
combustion appliances can elevate in
door concentrations of pollutants such 
as carbon monoxide (CO), nitric oxide 
(NO), nitrogen dioxide (NO,), formal
dehyde, and respirable suspended par
ticles. In aggregate, the combustion 
appliances used in an urban community 
can significantly contribute to the levels 
of these pollutants in outdoor air. 

Many air quality management dis
tricts in the United States are consider
ing regulating pollutant emissions from 
domestic and commercial combustion 
appliances in an effort to comply with 
outdoor air quality standards. New 
combustion technologies are being de
veloped to fill the need for new com
bustion devices with reduced CO and 
nitrogen oxide (NO, = NO + NO,) emis
sions. One such technology is the radi
ant fiber-matrix gas burner. 

Experiments to quantify the emission 
rates of CO, NO, and NO, from a proto
type radiant fiber-matrix burner devel-. 
oped by Alzeta Corporation (Santa 
Clara, CA) were conducted in our labo
ratory. Various combustion conditions 
were tested by altering the adjustments 
of the fuel combustion rate and air I gas 
mixture. The pollutant emissions were 
measured under three test conditions 
with each condition being measured 
twice. Fuel combustion rates varied 
from approximately 20,000 to 32,000 
kJ /hand the air /fuel ratio varied from 
about 10% excess air to 40% excess air. 
The experimental equipment primarily 
consisted of a 27-m' environmental 
chamber and LBL'sMobile Atmospheric 
Research Laboratory. After a fifteen
minute warm-up period, the gas burner 
was operated in the chamber U:ntil 
about 5500 kJ of fuel was consumed. 
The emission rates were calculated us
ing a mass-balance model. 

The measured pollutant emission 
rates were compared ';\Tith those of 
convective and conv~ntional infrared 
combustion appliances (Figure). The 
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lower than convective burners. average CO emission rate ranged from 
3.0 to 7.4 mg/kJ, a factor of 5 to 10 times 
lower than convective burners. The 
average NO, emission rate was almost 
an order of magnitude lower than con
vective burners, and was also lower 
than conventional infrared burners. 
Average NO emissions ranged from 1.1 
to 6.5 mg/kJ. This is similar to the NO 
emission rates from conventional infra
red burners, but up to almost 30 times 

The development of combustion 
appliances using new technology such 
as this may have an important future 
role in the reduction of CO and NO, 
concentrations in both indoor and out
door environments. 
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and CO emission rates from convective and infrared unvented gas 
space heaters; convective, radiant, and two-stage kerosene heaters; and 
a prototype radiant fiber-matrix gas bumer. The range bars, in log -
space, represeiJt one standard deviation from the mean. Means and 
standard deviations are obtained fr.om averaging the emission rates of 

_separate heaters (except for the radiant fiber-matrix burner). For the 
prototype fiber-matrix burner, the reported mean is derived from three 
separate tests conducted under three different operating cm1ditions. 
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Indoor Radon Research 

A Comparison of Modeled and Measured Soil-Gas Entry into an 
Experimental Basement 

Advective flow of radon-bearing soil 
gas is the dominant source of radon in 
houses with elevated concentrations. 
Numerical models capable of account
ing for characteristics of the soil and 
building substructure have been used to 
investigate the soil gas flows generated 
in response to the pressure differences 
between the radon entry points and the 
soil surface. Comparisons between the 
results of such models and the radon 
entry rates observed in actual houses 
are almost impossible to make because 
many of the details of the building-soil 

80 

"';" 70 c .E 
60 

system that influence the flows are not 
known or cannot be easily incorporated 
into the model structure. These diffi
culties are often compounded by the 
variations in the driving pressures 
experienced in real houses. 

The two small pasement structures 
we have constructed in the Santa Cruz 
(CA) mountains provide an opportunity 
to compare results of the soil gas trans
port model with the observed flows and 
pressure fields. The pressure within the 
structure can be precisely controlled 
with respect to the pressure of the gas 

in the surrounding soil. Numerous 
probes extend outward from the struc
ture into the surrounding soil, providing 
measurements of the pressure and radon 
concentration fields, as they may be 
influenced by the operational conditions 
of the structure. Soil gas and radon 
entry occurs through precisely defined 
entry slots in the floor. The measured 
radon concentrations in the entry slot_s 
and in the structure interior provide a 
relatively 1precise method of estimating 
the corresponding soil-gas entry rate. 
The comparison of the model and mea-
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Figure. 

Soil gas entry rate as a function of structure depressurization. Solid circles indicate measured values, 
with the vertical bars showing the maximum and minimum estimates of entry, based on the 
experimental uncertainties and estimates of uncontrolled leakage into the structure. The solid line is a 
linear regression through the data. Predicted radon entry rate is indicated by the dashed line. 
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surements described here was conduct
ed for the structure with a gravel layer 
below the concrete floor slab (this layer 
is not present in the second structure). 

Steady-state radon concentration 
measurements were made for a variety 
of structure depressurization conditions 
and during different seasons. Soil per-, 
meabilities were measured at all of the 
probes emanating from the structure, 
and an average soil permeability was 
obtained for the various soil regions 
surrounding the structure. The perme
ability of the subslab gravel layer was 
measured in the laboratory to be 2 x 10·" 
m', approximately four orders of mag
nitude higher than that of the natural 
soil. These measured soil and gravel 
permeabilities were used as inputs to 
the numerical model. 

Simulation of the s.oil gas flow and 
entry was done using a three-dimensional, 
finite difference model. Comparison of 
the modeled and. measured pressure
fields in the soil, as established by a 
steady-state depressurization of the 
structure (P = -21 Pa), shows important 
differences. 'In particular~ the depres
surization observed in the soil sur
rounding the structure was greater than 
predicted, especially at the mid- and 
low-walllevel2 r'n horizontally from 
the structure. Here the measured val
ues exceed those predicted by factors of 
approximately 6 and 3, respectively. 
The measured and predicted soil gas 
entry rate as a function of structure de
pressurization is shown (Figure). As 

expected, based on Darcy's Law, the 
flows are linear with the applied pres
sure difference, and for this soil and 
structure, the·flow is -0.9 L min·' Pa·'. 
As can be seen, the observed soil gas 
entry rate exceeds the predicted rate by 
a factor of 8. These model-measure-

. ment discrepancies are currently under 
investigation. Another article in this 
annual report describes our measure
ments of soil permeability at larger 
scales, which may be one source of the 
underprediction of soil gas flow rates. 

Investigators -

K. Garbesi 
R.G. Sextro 
W.J. Fisk 
M.P. Madera 
K.L. Revzan 
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A Dynamic Pressure Technique for Estimating Permeability 
and Anisotropy of Soil to Airflow Over a Scale of Several Meters 

Persistent discrepancies between 
model predictions and measurements 
of soil-gas and radon entry into houses 
suggest that traditional in situ methods 
of assessing soil,permeabilities to air 
might be yielding misleading results. 
The models consistently underpredict 
observed entry rates-a phenomenon 
that could be explained by consistent 
underestimation of regional soil perme
ability, the critical empirical input for 
determining the entry rate using soil-gas 
transport models. Soil permeabilities are 
typically assessed using a single probe 
technique that imposes a static pressure 
field emanating from the probe. In prac
tice, these probes integrate information 
about soil characteristics out to a radial 
distance of about 10 to 50 em from the 
probe sampling tip. We hypothesized 
that these small-scale measurements do 
not reflect soil permeabilities averaged 
over the several meters at which houses 
typically interact with soils. 

To test this hypothesis, we developed 
a dual-probe, dynamic pressure tech
nique to measure the effective perme
ability of soil to air on a scale of several 
meters. A sinusoidally oscillating pres
sure signal, imposed at a source probe, 
is recorded at a detector probe. The 
time lag between the imposed and de
tected signals is used to determine the 
effective permeability along the path 
between the probes. The time lag is 
determined precisely u_sing a Fourier 
transform of the two signals and com
paring the phase sPtift at the signal driv
ing frequency. Appropriate selection 
of the detector probe location can indi
cate the existence of anisotropy in soil 
air-permeability. A field test of the 
dynamic pressure technique suggests 
that soil permeability at the test site 
does depend on sampling scale, with 

. the longer-scale dynamic estimates of 
permeability exceeding the smaller
scale static estimates by about a factor 

of six (Figure). The field experiment dynamic permeability technique to test 
the scale dependence of soil permeabili
ty in detail in different natural soils. 
This work should greatly improve our 
ability to accurately assess the potential 
for radon entry into houses. 

also indicated the presence of horizontal
vertical anisotropy, with horizontal per
meability exceeding vertical by a factor 
of 1.7. 

Experiments are planned to use this 

Investigators -

K. Garbesi 
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Plan view of field test site showing small-scale static 
measurements of soil permeability to air at soil probe 
locations and larger scale dynamic measurements indicated 
by arrows (solid= vertical measurements, nonsolid = 
nonvertical measurements). All permeabilities in 10·12 m2• 
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Relative Effectiveness of Subslab Pressurization and Depressurization 
Systems for Indoor Radon Mitigation: 
Studies with an Experimentally Verified Model 

Advective entry of radon-bearing soil 
gas, drawn in by the slight depressur
ization of the house, is the dominant 
mechanism of radon entry into houses 
having high radon concentrations. The 
most common mitigation measure for 
indoor radon in such houses is the use 
of a subslab pressurization (SSP) or a 
subslab depressurization (SSD) system. 
These systems are widely used to limit 
radon entry into residential and non
residential buildings. 

Effective SSD systems decrease the 
pressure in the soil adjacent to the 
building foundation sufficiently to· 
reverse the pressure gradients that 
normally drive soil gas entry. Joints at 
the junctions of concrete walls, slabs 
and footings, called wall-slab joints, 
are important locations for soil gas 
entry where the .pressure gradient must 
be reversed. Effective SSP systems sub- · 
stantially decrease radon concentrations 
in soil gas that enters buildings by forc
ing fresh air into the soil surrounding 
the house, and thus reducing the radon 
con<:entration in the soil near the foun
dation of the house. This is equivalent 
to ventilation of the soil with outdoor 
air. The SSD systems use fans and ducts 
to withdraw soil gas from beneath the 
slab floor and exhaust this soil gas to 
outdoors. In an SSP system, the direc
tion of airflow is reversed. 

Under most conditions, the soil-gas 
flow induced by the SSD or SSP system 
through the subslab gravel region is 
characterized by high Reynolds num
bers, where the soil gas velocity is no 
longer a linear function of the pressure 
gradient. This is particularly true for 
regions near the subslab ventilation 
(SSV) system pit where air is withdrawn 
from (or supplied to) the region beneath 
the slab floor, and near the wall slab 
joints. This non-Darcy soil gas flow can 
adversely affect the extension of the de
pressurization field in the subslab re
gion, and thus the performance of the 
SSV system. The work described here 
elucidates some of these effects and has 
important consequences for the design 

and application of SSV systems. 
A fully three-dimensional, finite

difference model was used to simulate 
the pressure-field and the flows of soil 
gas and radon in the subslab gravel 
layer and surrounding soil due to SSD 
and SSP system operation. Laboratory 
data relating pressure gradient to air 
velocity in subslab gravel samples were 
used as an input to the model. The 
model was subsequently verified by 
comparison with experimental data on 
subslab pressure field extension from 
SSV system operation in real houses. 

We use the model to predict SSD and 
SSP system effectiveness for different 
soils and gravels, different magnitudes 
of applied pressure, and different effec
tive widths of the slab-footer crack, 
using geometrical specifications of an 
idealized house with a basement. We 
show that a very permeable subslab 
aggregate layer significantly improves 
the performance of both the SSD and 
SSP systems, as does the sealing of the 
slab~footer cracks. 

The figure (opposite page) illustrates 
the predicted reductions in radon entry 
rate (over the rate of radon entry in the 
absence of the SSD system) for a house 
equipped with an SSD system applying 
a suction of -250 pascals at a ·penetra
tion in the slab. The percent reduction 
is shown in parentheses near each data 
point, for a variety of combinations of 
soil and subslab gravel permeabilities. 
Of course, increasing the applied pres
sure reduces the radon entry, but this 
can also increase the air change rate in 
the house. Except in the case of houses 
built on very permeable soils, SSD is 
predicted to be more effective than SSP 
in remediation of radon entry:The rec
ommended system type, based on these 
simulations, is shown (Table). 

Investigators -

A.J. Gadgil 
Y. C. Bmmefous 
W.J. Fisk 



LBLEnergj_& Environment Divisioi1.' Indoor Environment Pri/gra·m 1992 Aniiuai'Repdrl 

,......, 
ro 
a. ...... 
ro 
;: 
>-c:: 
ro 
E 
0 
lo. -E 
() 
0 
C") -ro 
Q) 
lo. 

::I 
(J) 
(J) 
Q) 
lo... 
Q. 

E 
::I 

E 
>< ro 
~ 

- Figure. 

0.0 

-20.0 

-40.0 

-60.0 

-80.0 

·1 00.0 

-120.0 

-140.0 

-160.0 

-180.0 

-200.0 

Basement ressure (2 

-.-No gravel 
-+-Gravel No 1, k = 2 x 10"8 m2 

-A-Gravel No 2, k = 1 x 10·7 m2 

-.-Gravel No 3. k = 3 x io·7 m2 

·----------------------~ 
(0) 

•----------------------•r 

Impermeable 
membrane 

(0) 

(0) 

Soil permeability [m 2
] 

Because SSO system pe1jormance depends on reversing the pressure gradient at the wallcs/ab crack, the maximum 
subs/ab pressure at 30 em from miy wallis a good measure of SSO system performance. 

Basement pressure is at -10 Pa. predicted maximum subslab pressure at 30 em from any wall is shown as a 
function of soil permeability ,for various permeabilities of subslab gravel (inset box), and for an impermeab}e 
membrane placed under the subslab gravel (which makes the soil appear impermeable). Over time, larger gravel 
permeabilities afford larger safety margi1is in the SSO system performance (e.g., againstappearance of additional 
cracks in the basement, slab, degradation of SSO Jan performance, or degradation of sealing around the SSO pipe). 

Predicted indoor radon levels after operation of SV system are shown in parentheses as percentage of indoor radon 
levels before operation of SSV system. 

Soil Perm. (m2) 2 x 1 o-B 1 X 10·9 1 X 1Q-10 

- Table. 

Recommended system configuration (SSO or SSP) for various soil 
and gravel permeabilities, based on predicted system effectiveness. 
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SSD 

SSD 

SSD 
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Impact of Subslab Ventilation on Residential Ventilation Rates 
and Energy Costs 

Subslab venti1ation (SSV) is one of the 
most effective and common methods of 
reducing indoor radon concentrations 

·in houses with a basement. There are 
two basic methods of SSV: stibslab 
depressurization (SSD) and subslab 
pressurization (SSP). In SSD, a fan is 
connected to one or more plastic pipes 
that penetrate the basement's slab floor. 
The fan exhausts soil gas from beneath 
the slab to outside. This process de
creases the pressure beneath the,slab, 
therefore reversing the pressure differ
ence that normally causes soil gas and 
radon to flow into the basement through 
cracks in the floor. Electrical energy is 
required to operate the fan. In addition, 
the SSD system draws basement air 
through the cracks in the floor slab into 
the subslab region, increasing the venti
lation rate of the house and the associat
ed energy requirements for heating or 
cooling of ventilation air. In SSP, out
door air is forced beneath the slab using 
a fan (i.e., the direction of air flow is re
versed compared to. that in an ssb sys
tem). SSP ventilates the soil beneath the 
slab and increases the pressure in Jhis 
region of soil. SSP reduces the cond:~n
tration of radon in the soil gas that · 
enters the basement through cracks.in 
the slab. The house's ventilation rate is 
increased because the SSP system caus
es an increased rate of flow into the 
basement from the subslab soil. 

We used a validated n~merical model · 
to quantify the impacts of SSV systems 
on the ventilation rate of a prototype 
house located in the Chicago climate. 
Modeling was completed for a range of 
permeabilities of the soil and subslab 
aggregate, for various sizes of the 
cracks in the slab flqor, and for two 
values of applied depressurization (or· 
pressurization). The increased annual 
energy requirements were then calcu
lated and capital costs and annual ener-

20. 

gy costs were estimated assuming that 
the house was heated with electricity. 

The modeling indicates that soil per
meability, aggregate permeability, crack 
size, and SSV pressure substantially 
affect the degree to which SSV systems 
increase the ventilation rate. The ii1tpacts · 
of SSD and SSP systems on ventilation 
rate were very similar. For buildings 
located in moderate-to-low permeability 
soils, SSV systems will typically increase 
ventilation rates (above a typical initial 
rate of 0.4 air changes per hour) by a 
factor of two or three. The initial capital 
cost of an SSV system is approximately 
$1100. For the Chicago climate, a typical 
annual operating cost in 1992 is $175, 
assuming that the house is not air con
ditioned and that the electricity price is 
$0.0786 per kilowatt hour. (This includes 
the electricity Lise for the SSV fan and 
the energy use associated with increased 
ventilation from SSV operation.) With a 
projected real (above inflation) annual 
electricity price escalation rate of 0.12% 
anc;I a .iO-year planning horizon, the re
sultingnet present cost of the SSV sys
tem' is $2280. 

For comparison, we also modeled 
two methods of mechanical ventilation 
for reducing indoor radon concentra
tions: (1) mechanical exhaust ventila
tion; and (2) balanced (equal supply 

·and exhaust) ventilation with heat re
coyery via an air-to-air heat exchanger. 
We show that exhaust ventilation is not 
effective in reducing indoor radon con
centrations and that it may actually 
increase concentrations in some situa
tions. Balanced ventilation with heat 
recovery is a viable option for reducing 
radon concentrations below the EPA's 

·guideline of 150 Bq/m3 only when the 
pre-mitigation radon concentr~tions are 
below approximately 1000 Bq/m3

. The 
net present cost of the balanced ventila
tion option, when it can be used, is sim-

ilar to that of subslab ventilation. 
Based on these assessments of effec

tiveness in controlling indoor radon 
concentrations, energy use, and costs, 
SSV systems are usually the preferred 
option for radon mitigation. However, 
SSV systems still consume substantial 
energy and many homeowners will 
consider the costs of SSV to be exces
sive. Lower-cost systems are needed. 

Investigators -
Y:C. Bonnefous 
A.f. Gadgil 
W.J. Fisk 



It ha s been known for a decade that 
hund reds of thousa nds of peop le in th e 
Uni ted States live in homes ha ving radon 
concentrations of 20 pCi / 1 (740 Bq / m-') 
or g reate r, impl y1 ng radia tion ex posures 
exceed ing the occupationa l s tanda rds 
for radi a tion worke rs . Our program 
has been deve lo ping me thodologies for 
identify ing the a reas of the Un ited 
States where most of these hig h-radon 
houses occu r. We found ea rlier th a t 
s ta tis ti ca l models, based on the co rre la
tion be tween obse rved ind oo r levels 
and loca l data on rad ium concentra
tio ns and so ils types, appear surp ri s
ing ly successful in identify ing hi g h
rado n a reas a t th e county leve l in 
Minneso ta. We have been deve lop ing 
and tes ti ng s uch sta tisti ca lly-based 
approaches more comprehens ive ly, and 
the effort has been jo ined by groups at 
th e U.S. Geolog ica l Su rvey and the 
Resea rch Triang le Ins titute . 

Recent efforts have focused o n three 
methodologica l iss ues: 1) the nature 
and effectiveness of differing sta ti st ica l 
app roaches, 2) the compute r-based da ta 
hand ling and analysis systems that 
wo uld support th ese approac hes using 
the var ied and subs tan ti a l data bases 
that woul d be utilized, and 3) the avai l
ab il ity and development of su itab le 
da ta bases, including data on indoor 
radon concentrations and on loca l radium 
content, so il types, geology, housing 
cha rac te ri stics, and me teorology. 

We have used data from two s tates, 
Minneso ta and New York, fo r deve lop
ing and testing these methodo logica l 
components. The initia l s uccess fo r 
Minn so ta w ith simple me thodo logica l 
app roaches has se t th e s tage for a more 
comprehensive trea tment of data from 
thi s s tate, where we a re exploring the 
potentia l for prov iding estima tes of the 
indoor concentration di s tributi on a t the 
sca le of ind iv idual census tracts (w hi ch 
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Statistically Based Methodologies for Identifying 
High-Radon Areas of the United States 

have popula tions of about 4000 people) . 
The case of New York provides the op
portunity for ex plo ring a somew hat 
more diverse setting, w ith somewhat 
lower indoor co ncen trat ions th an 
Minnesota, w ith read ily ava ilab le 
computer-based data se ts. We anti ci
pate that we w ill soon lay the ground
work for exa mining da ta in two mo re 
areas of the coun try to d emonstrate the 
ap plica tion and effectiveness of the 
methodology in d ive rse geogra phic se t
tings w ith substantia l var ia tion in ob
served indoor levels. 

Successfu l deve lopmen t of thi s meth
odo logy, sup po rted by bo th DOE/ 

Ra (pCi/o) 

• 0.06 
0 . 12 

• 0,18 

• 0.24 

• 0.30 

• 0.36 

• 0 .42 

• 0.48 

• 0.54 

• 0.60 

• 0.66 

• 0 . 72 

• 0.78 

• 0.84 

• 0.90 

• 0.96 

• 1. 02 

• 1.08 

• 1.14 

• 1.20 

- Figure. 

O H ER and the Env ironmen ta l Protec
ti on Agency's Radon Division, would 
permit a near-term focus of the natio n 's 
radon con tro l strategy of identify ing 
and mitigating the homes w ith genu 
ine ly hig h levels . We shal l also be able 
to exam ine ca refull y wha t goa ls might 
be practicably achieved for red ucing the 
more typ ica l indoor radon concentra
ti ons. 

A. V. Nero 
M.G. Apte 
D.A. Nolan 

Inves tiga tors -

P.N. Price 
K.L. Revzan 
H.A. Wollenberg 

Radium concentra tion in the soil of Minnesota, based on data from 
the National Aerial Radiometric Reconnaissance conducted by the 
U.S. Departrnent of Energy to assess U.S. uraniu111 resources. The 
Indoor Environ111ent Program uses this data to establish correla tions 
with indoor radon concentrations. 
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Indoor Air Quality Controls 

The Pollutant Control Index: Progress Toward a New Method of 
Characterizing Ventilation in Commercial Buildings 

Existing techniques for determining 
ventil ation rates in commercia l bui ldings 
include tracer gas step ups an d decays, 
measurem ents o f post-occupancy CO, 
d ecay rates, measurements of a ir flow 
rates, and mass-ba lance estimates based 
on measured CO, concentra ti ons and 
es timates of the rates that occupants 
gene ra te ca rbon d ioxide. None of th ese 
measurement techniques integ ra te over 
an ex tend ed time pe ri od (severa l days) 
a lthough ven til a tion ra tes may be tem
pora ll y va ri ab le and long- te rm ave rage 
ven ti la ti on rates are o ften desired. The 
tra ce r gas techniq ues a re labo r intens ive 
and require s tab le ventilation ra tes. Di
rect m easurements of a ir flow rates a re 
labor intensive and obtrusive. Post oc
cupa ncy CO, decays are o nl y applicab le 
when a ll occupants leave the building 
w ithin a sho rt pe riod . Estimates of ven
tilation rates based on CO, mass balances 
are often inaccu rate. 

Seeking to overcome these limitations, 
we introduce the concep t th at unde rli es 
a new method of characte ri z ing and 
measuring ventilation and describe the 
measurement technique unde r inves ti
ga tion . Rather than determining a co n
venti ona l ventila tion rate (i.e., air change 
per hou r or flow ra te per occupa nt o r 
unit floo r a rea), the me thod d e te rm ines 
how effec tive ly the indoo r concent ra ti on 
of a si mula ted po llutant is contro ll ed 
during the period of occupa ncy at loca
tions w here occupa nts breathe . The 
o utco me is a Poll£tlnnt Control index 
(PC!). The PC! is no rmalized to accou nt 
for the s treng th of the si mula ted po ll ut
an t source and sca led to y ie ld a va lue 
of 100 for a hypo th etical building wi th 
perfectly mixed indoo r ai r and continu-
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ous venti lation at the rate (10 Lis-occupant 
and 7 occupants pe r 100m') specified in 
AS H RA E Standa rd 62-1989 entitled 
"Venti lation for Accep table Ind oor Air 
Qua lity." 

The measurement procedu re und e r 
development builds upon passive tracer 
gas techniques previously introduced in 
th e U.S. and Sweden . The po ll utant is 
simul a ted by m u ltipl e (e .g., 100) pass ive 
trace r gas so urces distributed th rough
out a bu il ding and spaced un iformly 
pe r unit fl oo r area. The sou rces em it 
trace r gas continuo us ly and a t approx i
ma te ly a cons tant rate, much like bui ld
ing mate ri a ls emit pollutants (but unlike 
pollutant emissions from occupan ts). 
Indoor trace r gas co ncentra ti ons are 
measured by collec ting a ir / tracer sa m
ples on sorbent tubes a t breathing loca
tions. In contrast to ex is tin g pass ive 
tracer tec hniques with continu ous pas
sive samp ling, sa mples are co ll ected 
ac ti vely (using pumps) on ly during the 
period of occupancy. Sa mple collection 
during the workday pe riods of mu ltiple 
days s hould be possible. The sorbent 
tubes are analyzed by gas chromatography
mass spectrometry. At present, we 
ha ve developed a new type of passive 
trace r gas so urce and a re eva lua ting 
sa mpling and samp le ana lys is tech
niq ues. Fie ld tes ts a re planned to deter
m ine if measured va lues of PC! ilre 
substil nti a ll y ind ependen t of the specif
ic loca ti ons of tracer gas so urces and 
sa mplers. 

If th e measuremen t tec hnique is 
proven s uccess ful , measurements o f 
th e PC! w ill be adva ntageous fo r many 
app li ca ti ons com pared to tradit ional 
method s of measu ring venti la ti on rate. 

The measurement techn ique is re lative ly 
nonob trusive. Manipulation of the ven
tilation system to s tabil ize the ve ntil a
tion ra te is no t required. The measured 
PC! values integra te over tim e and au
tomatically acco unt fo r the sched ul e of 
ope ra tion of the ventil a ti on system and 
the rate o f ai r infiltration (both affect in
door po llutant concentrations). Fina ll y, 
loca l va lues o f PC! (e.g ., a t ind iv id ua l 
works tati ons) as we ll as build ing
average va lues s hou ld be measurable. 

Investigators -

WJ Fisk 
0. Fa ulkner 
A.T. Hodg son 
0. Sullivan 
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Use of an Air Vest to Reduce Worker Exposure and Improve Energy 
Efficiency in Industrial Fume Hoods 

Walk-in fume hoods (known also as 
spray booths) are widely used in indus
try for removing airborne pollutants 
resulting from localized production 
activity such as spray painting or weld
ing. Typically, a fume hood consists of 
a (ectangular shaped enclosure, with 
one open side. The opposite side con
sists of a bank of filter pads· beyond 
which is positioned an exhaust fan. 

Fume hoods remove pollutants quite 
effectively when no worker is standing 
in the open face partially blocking the 
air flow. However, when the air flow is 
partially blocked by a worker, an eddy 
develops in front of the worker that 
draws some of the pollutant (commonly 
generated near and in front of the worker) 
towards the worker's breathing zone. 
Increasing the face velocity of the fume 
hood increases the strength of the eddy 
almost in proportion, requiring large 
face velocities for effective reduction in 
the worker's exposure to the pollutants. 

We have developed a device-the air 
vest-that either eliminates the back
eddy downstream of the worker, or 
ventilates the region of the eddy. A 
small portable manifold on the worker's 
back draws air in and expels it from an
other small manifold positioned on the 
worker's chest. At high airflow rates 
through the air vest, the velocity of air 
exiting from the front manifold approx
imately equals the face velocity of the 
fume hood. This essentially eliminates 
the eddy. At much lower flow rates 
through the air vest, the recirculating 
eddy is not eliminated, but ventilation 
of the region containing the eddy is 
greatly increased. Both methpds lead to 
a large reduction in pollutant concen
tration at the worker's breathing zone. 
The technique is also shown to be effec
tive in the absence of a back manifold to 

draw in air; in this case, the front mani
fold is supplied air from a stationary air 
supply near the worker. 

The efficacy of the air vest was tested 
in experiments using a heated full-size 
mannequin and a full-scale walk-in 
fume hood. Sulfur hexafluoride, re
leased at a small constant rate near and 
in front of the worker, was used to sim
ulate pollutant generation during a 
work situation. The concentration of 
sulfur hexafluoride at several points 
near the worker was continuously sam
pled. Several experiments were con
ducted with different hood face velocities, 
different mass flow rates for air ejection 

from the front manifold, and with and 
without an intake manifold on the man
nequin's back. The experiments show a 
red\}ction in the breathing zone concen
tration of the simulated pollutant by 
factors ranging from 100 to 800. \ 

If, such a large reduction in exposure 
is not warranted, the face velocity of the 
hood can be reduced, without increas
ing worker exposure, by the use of this 
device. We calculate that in·a Chicago
like climate, such a reduction would 
lead to annual energy savings (resulting 
from reduction in energy use for condi
tioning make-up air) of about $1200 per 
fume hood per shift. 

Investigators - . 

A.f. Gadgil 
D. Faulkner 
W.f. Fisk 
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Indoor Air Exposure and Risk 

Issues in Evaluating Risks and Control Strategies .for Radon 
and Other Indoor Pollutants 

The health risks esti111ated for indoor 
pollutants are often substantially larger 
than those for similar pollutants in out- · 
door air and water supplies, yet they 
are comparable to risks associated with 
occupational environments, and typi
cally less than risks from accidents in 
homes or automobiles (Figure). This 

.suggests the need to examine the pre
mises and expectations for limiting 
risks in different environments-in
door, outdoor, 
occupational-as a basis for evaluating 
the importance of risks, and formulat
ing risk-limiting objectives, for indoor 
pollutants. 

These environments differ in regard 
to such factors as who benefits from the 
setting or activity in question, who is af
fected by the associated exposures, and 
who has control or responsibility for the 
situation. Examining such factors as 
well as the magnitude and distribution 
of risks, for the case of radon (or other 
indoor pollutants) suggests a number of 
considerations in formulating a frame
work for evaluating risk, including: 

• absolute versus relative magnitude 
of risk, from one situation to another, 

• distribution of risks among the 
population and the associated 
question of controlling average 
versus high-level exposures, 

• differing applicability of cost
benefit criteria in different settings, 

• portion of the estimated risk 
affected by different possible risk
limiting objectives, 

• priority given to different objectives 
in terms of time, · 

• degree of confidence that high-level 
exposure situations are identified, 

• question of acting on "conserva
tive" versus realistic risk estimates 
and of conservative versus practi
cal strategic objectives, 

• influence of contrasting environ
mental and economic situation in 
different countries, 

• magnitude of risk from the pollut
ant itself versus that from syner
gism with some more important 
risk factor (such as smoking). 

In general, such considerations suggest 
that it is not only the nature and magni
tude of risk that is important in choosing 
objectives, but also the context, i.e., the 
type of setting in which the exposure 
occurs. 

Many of these conceptual issues have 
not yet been developed adequately, and 
efforts are underway to establish the 
necessary interdisciplinary studies. In 
the interim, an effective near-term 
approach for radon is to give priority to 
high-exposure situations, providing the 
public with sound information and ca
pabilities for monitoring and control, 
while aggressively trying to identify ar
eas where most of the homes with un
usually high concentrations occur. At 
the same time, a vigorous and careful 
effort to establish a conceptual frame
work for evaluating the significance of 
near-average radon exposures ought to· 
be undertaken, while developing the 
control techniques and strategies for 
achieving long-term goals via changes 
in how new buildings are constructed 
(particularly in areas having high 
concentrations) . 

Investigator -

A.V. Nero 
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Estimated lifetime Risk of Premature Death 
(Percent) 

Indoor Air Pollutants 

Radon 
(smokers) 

Other 

Cigarette smoking 

Automobile accidents 

Uranium mining 

20 years at 20 pCi/1--.....______ •1·-
20 years at 4 pCi/1 ~ · -Home acctdents 

Ltfetime at 1.3 pC~/1 
-Jobs at chemical plants 

Passive smoking 0.1 -

Volatile --Outdoor radont 
organtc compounds 

/-0.01-
Asbestost 

/ /Benzene in 
/ / outdoor air 

Radon from 
domestic watert 

-0.001--chloroform in 
domestic water 

. -o 
0001

_ ~Ethylene dibromide 
• tn gratns (banned) 

• pCi/1 - picoeuries per liter 

tAverage for smokers and nonsmokers 

- Figure . 

. Comparison of estimated lifetime risk of premature death (percent) from indoor 
air pollutants and from other risks. Risks are average for the whole population 
except where indicated. Radon estimates presume a tenfold difference between 
smoker and nonsmoker risks due to synergism, but the exact mechanism is 
unknown. In the unlikely event no difference exists:between .the .two groups, 
the risk for the general population would be slightly below home accidents for a 
lifetime at 1.3 pCi/1, somewhat above home accidents for 20 years. at.4 pCi/1~ 
and above the risk from auto accidentsfor 20 years at 20 pCi/1. · · 
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Indoor Ozone Exposure and Energy Conservation 

Despite considerable efforts through
out the past two decades, most urban 
areas in the U.S. remain out of compli
ance with federal air-quality standards 
for ozone. In Los Angeles, the.standard 
was exceeded an average of 137 days 
per year between 1986 and 1989. When 
outdoor ozone levels are high, it is gen
erally recommended that people remain 
indoors, based on the premise that in
door concentrations are lower than 
those outdoors. Existing data indicate 
that the indoor-outdoor concentration 
ratio varies from< 0.1 to 0.8. Consider
ing this variability in indoor concentra
tions, and the fact that people in the 
United States spend as much as 90% of 
their time indoors, the goal of this re
search is to better understand the mag
nitude of indoor ozone exposures and 
the mechanisms that determine those 
exposures. 

Ventilative Cooling and Indoor 
Ozone 

The principal goal of our efforts this 
year was to evaluate the implications 
on indoor ozone concentrations of using 
ventilative cooling as an energy conser
vation strategy. The key issue is that 

- Tablet. 

the dominant source of indoor ozone 
is outdoor ozone, and indoor ozone 
concentrations are principally depen
dent on outdoor concentrations and 
indoor-outdoor air exchange rates. 
Therefore, strategies to reduce the need 
for refrigerative air conditioning that 

. include increased ventilation (e.g., 
commercial-building economizers, resi
dential window-opening, and evapora
tive cooling) pose the risk of creating 
significantly higher indoor ozone levels. 
Two additional goals were to better 
understand ozone removal and entry 
mechanisms, and to explore the impli
cations of using activated carbon filters 
to reduce indoor concentrations. The 
approach employed to meet these goals 
included an extensive literature review, 
analyses of ozone removal pathways in 
building leaks and mechanical systems, 
and a detailed simulation of multizone 
air flows and .ozone removal for time
varying weather and ozone concentra
tion conditions. 

Our research concerning the impact 
of ventilative cooling on indoor ozone 
indicated that ventilative cooling in
creases integra ted indoor ozone expo
sures (ppb-hrs) approximately threefold 

Ranch House Ozone Exposure, Computed During Occupancy 7AM-11PM) 

Location, Operation and Assumptions Indoor Ozone Exposure 
(ppb- hrs) 

Riverside, Closed Windows 10900 

Rive'rside, Closed Windows, No Removal in 21 ooo 
Buffer Zones ·. 
Riverside, Ventilative Cooling 33400 

San Jose, Ventilative Cooling 29100 

Outdoor Ozone 
Exposure 
(ppb- hrs) 
251200 

251200 

251200 

122400 
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- Table2. 
Commercial Building Ozone Exposure, Computed During Occupancy 
8AM-6PM with LAX Weather and Ozone) 

Operation 

No Economizer, No Carbon Filter 

No Economizer, Carbon Filter 

Economizer, No Carbon Filter 

Economizer, Carbon Filter 

' both in residential and commercial 
buildings. More surprisingly, when us
ing ventilative cooling in a residence, 
integrated indoor ozone exposures 
were predicted to be the same in San 
Jose, California, as in Riverside, Califor
nia, despite the fact that integrated out
door ozone concentrations are approx
imately twice as high in Riverside 
(Table 1). This is because ventilative 
cooling can be used for more hours of 
the year in' San Jose, even when outdoor 
ozone concentrations are high, which 
was not the case in Riverside. On the 
other hand, peak indoor ozone concen
trations generally did not exceed out
door standards, even when using 
ventilative cooling. 

The two most interesting results of 
our examination of ozone entry and 
removal mechanisms were: 1) ozone 
removal in building leaks and air distri
bution systems depends principally on 
the surface materials in use, and is gen
erally minimal and, 2) using a single
zone model to. predict indoor ozohe 
concentrations results in concentration 
predictions twice as high as those ob
tained when using a multizone model 

Ozone Exposure Annual Electricity 
(ppb- hrs) Consumption {million 

. kWhJ 
11500 2.20 

3700 2.21 

25800 2.10 

8000 2.11 

(for non-ventilative cooling). In addi
tion, the use of activated carbon filters 
was simulated for a commercial build
ing in Los Angeles, showing that indoor 
ozone concentrations could be reduced 
by a factor of three by using activated 
carbon filters. The additional fan energy 
required for these filters was· found to 
be approximately one tenth of the ener
gy saved by employing an economizer 
(Table 2). 

Future Directions 

Several future research challenges 
were identified over the course of this 
year's effort.-These inc!ll_~e the need for: 
1) more research on actual use of win
dow opening (ventilative cooling) in 
residences, 2) better examination of the 
impact of indoor air motion on ozone 
removal, 3) better examination of the 
ozone reaction probability of typical 
material surfaces, 4) better examination 
of the health effects of integrated low
level ozone exposures, 5) demonstra
tion cif activated carbon use in commer
cial economizer systems, and 6) use of 
time-activity patterns to determine 
overall exposure . 

. Investigators -

M.P. Madera 
·W::W: Nazdroff 
A. Cano-Ruiz 
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Hypothesis-Based Research on the Causes of "Sick Building" Symptoms: 
A Design For Phases 2 and 3 of the California Healthy Building Study 

In the summer of 1990, we completed 
Phase 1 of the California Healthy Build
ing Study. We investigated twenty nine 
spaces within twelve city- or county
owned office buildings located in the 
San Francisco area. Eight hundred 
eighty occupants provided information 
on their health symptom prevalences, 
job, and workspace, and also provided 
personal information (e.g., sex, age, and 
smoking status). Building and ventila
tion system characteristics were deter
mined with inspections and interviews. 
Several indoor environmental parame
ters were measured. The Phase 1 data 
indicated that occupants of the air
conditioned and mechanically ventilated 
buildings had a higher prevalence of 
most symptoms relative to occupants of 
naturally ventilated buildings, although 
there was a substantial variation in 
symptom prevalence between buildings 
with the same type of ventilation. We 
know that ventilation type can not be a 
direct cause of symptoms, so it must be 
a surrogate for one or more direct caus
es such as an increased pollutant expo
sure. Other factors that were associated 
with increased prevalences of one or 
several symptoms include female gender, 
high job stress (reported on the ques
tionnaire), use of carbonless copies, car
pet in the test space, and no window 
within 15 feet of the workstation. Based 
on data analyses to date, no measured 
environmental parameter was clearly 
associated with an increase in symptom 
prevalence. 

We have designed two additional 
phases (Phase 2 and Phase 3) of research 
to be conducted in the buildings that 
were studied in Phase 1. Phase 2 activi
ties, initiated in November 1992, are 
limited to inspections and low cost 
measurements that: 1) yield information 
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that can be used in conjunction with the 
Phase 1 symptom data; or 2) permit a 
more efficient and directed third phase 
of research . .Phase 3, scheduled for the 
summer of 1993, wilrbe a much more 
intensive investigation that includes 
substantial measurements and adminis
tration of a questionnaire on health 
symptoms. 

Eleven hypotheses about the causes 
of work-related symptoms, some with 
associated sub-hypotheses, were selected 
for evaluation in Phases 2 and 3. Among 
the eleven hypotheses are the following: 

• Hypothesis 1: Ventilation systems 
can be a source of volatile organic 
compounds (VOC), microbiological 
agents, or fibers that elicit symp
toms. 

• Hypothesis 2: Occupants' symp
toms are caused by exposure to 
viable and non-viable microbiolog
ical agents, fibers, cleaning com
pounds, or insecticides that accu
mulate on indoor surfaces, espe
cially high surface area materials. 
The exposure route may involve 
direct human contact with the. 
surfaces or resuspension and 
inhalation of pollutants. 

• Hypothesis 7: Elevated sensory ir
ritation and respiratory symptoms 
due to gaseous contaminants can 
be predicted by a bioassay con
duced by exposing mice to samples 
of indoor air. 

• Hypothesis 9: Flicker from lighting 
is associated with the prevalence of 
headaches in office workers. 

Specific research plans were devel
oped to test each hypothesis. Features 
of the research plans that have not 
been-included in our previous research 

efforts include an assessment of indoor 
environmental parameters other than 
airborne pollutants or thermal condi
tions, a consideration of direct contact 
with pollutant sources as an exposure 
pathway, and use of bioassays. 
*Indoor Air Quality Program 

Air and Industrial Hygiene Laboratory 
California Department of Health Services 
Berkeley, CA 

Investigators -

W.]. Fisk 
A. T. Hodgson 
].M. Macher' 

M.]. Mendell' 
].M. Daisey 
D. Faulkner 

1lndustry Wide Studies Branch 
National Institute for Occupational Safety 
and Health, Centers for Disease Control 
Cincinnati, OH 
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Development of a Cat bon Monoxide Passive Sampler 

Every year in the United States, 
15,000 to 20,000 carbon monoxide (CO) 
poisonings occur. Hundreds of these 
poisonings result in death, and thou
sands result in some type of physical 
or mental damage. In addition, a preg
nant woman's exposure to high concen
trations of CO can cause damage to the 
fetus. CO exposure can also damage 
the heart including causing the onset 
of heart attacks. High concentrations 
of CO can be caused by a wide variety 
of residential combustion appliances, 
including the following: unvented kero
sene and gas space heaters; malfunc~ 
tioning combustion space and water 
heaters; the indoor use of charcoal; and 
the indoor operation of an internal com
bustion engine (e.g., operating cars or 
generators in a garage). Some poison
ings can be avoided by better education 
while others (e.g., those caused by mal
functioning vented appliances) can only 
be avoided by an active maintenance 
and repair program for combustion 
appliances. Of special concern are the 
poor and the elderly who often do not 
have the resources for routine inspec
tion and maintenance of their gas or 
other combustion appliances. 

There is a critical need for a low-cost 
CO sampling device for gas appliance 
diagnostic studies, indoor ,exposure 
studies, and targeted mitigation studies. 
A CO passive sampler would be the 
ideal measurement tool for such stud
ies. Some of the goals of the CO passive 
sampler development research are to 
develop a passive sampler that would 
require no power, be suitable for de
ployment through the mail, be stable 
for several weeks before and after de
ployment, and have measurement er
rors (in accuracy and precision) of less 
than 20%. 

Our research program has concen
trated on modifying a commercially
available disk (Quantum Group Inc., 
San Diego, CA) that changes its trans
mission of near-infrared radiation in 
the presence of CO. Working closely 
with the staff at Quantum Group, we 
have tested many new formulations of 
the disk to increase the sensitivity of the 
disks, to reduce the batch-to-batch vari
ations, and to reduce the reversibility of 
the disks. To date, we have established 
the linearity of the sensors response to 
CO, developed and tested a nonrevers
ible formulation of the sensor, and test
ed new sensor substrates that are free 
from impurities. Developing a substrate 
without impurities has been a key to 
the development of a nonreversible CO 
passive sampler and has established the 
viability of our approach. Further re
finements of the CO-sensing disk and 
the passive sampler configuration are 
planned to optimize performance. 

Investigators -

G. W. Traynor 
M.G. Apte 
G. Chang 
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Biologically Based Risk-Assessment Models . .'.,.. ... 

In 1992 the risk assessment group has 
focused its efforts on the development 
of a toxicokinetic model for benzene in 
humans, and on the application of our 
newly developed cancer model to the 
statistical analysis of cancer bio~ssays. 

Two papers were published this year 
on parametrization issues in tcixicoki
netics and on a application of our ben
zene model to the analysis of dose-rate 
effects. In the latter we investigated the 
effect of peak versus constant exposure 
levels, at typical workplace concentra
tions. The total amounts of several me
tabolites, directly involved in the carci
nogenicity of benzene, increases by 20% 
on average during a peak exposure. 
Our work in the area provides a scien
tific base for the use of regulatory Short 
Term Exposure Limits (STELs) and the 
monitoring of exposure levels of toxi
cants in .the envirdnment. 

Recent work involves the parametri
zation of the model for humans and the 
assessment of target site exposure at 
low dose rates. We show the occurrence 
of dose rate effects, even at low doses. 
There appears to be virtually nosatura
bility of the toxic pathway in humans. 

To provide a complete framework for 
risk assessment we'developed a discr~te 
event model of carcinogenesis, of which 
a description and sensitivity analysis re
sults were published this year (Figure). 
The model has been refined to include 
cell differentiation and we investigated 
the relative importance of inter- versus 
intra-individual variability in the cancer 
process. It appears that the usually un-
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observ~ble infra-individual variability 
may in certain cases dominate the sta
tistical variance of cancer bioassays. This 
finding ~asts doubt on the adequacy of 
the current procedures used to assess 
the population distribution of cancer 
potency and the value of safe dose 
limits. These results were pre-
sented to the annual meeting 
of the Society fo; Mathe-
matical Biology. 

Div 

- Figure. 

Investigator 
F. Bois 

Schematic description of events leading tP formation of malignant cells, as 
implemented in the model. Key: Div =division; Dzff =differentiation; x = 

death; 1 Dam, -2 Dam= single and dout,le,-strand damage; Adduct/Repair= 
DNA adduct formation or repair; MR =_tnitotic recombination . 

.o.\·". 
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